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DATE: December 16, 2019

FROM: Wight & Company
2500 N. Frontage Road
Darien, IL  60561

SUBJECT: ADDENDUM #1 TO THE BIDDING DOCUMENTS FOR:
BID GROUP #8
MASTER FACILITY PLAN IMPLEMENTATION
COMMUNITY HIGH SCHOOL DISTRICT 99
1436 NORFOLK STREET
DOWNERS GROVE, IL 60516

This addendum forms a part of the Bidding Contract Documents, dated November 20, 2019. Bidders must acknowledge receipt of this Addendum in 
the space provided on the Bid Form. Drawing revisions clouded and tagged throughout with delta 41.

SOUTH

1. Sheet A8.12 DOOR & WINDOW SCHEDULES & DETAILS – PHASE C (Full size sheet issued)

a. The following doors have been added to the door schedule; #1101, 1120, 1148, 1201A, 1201B, 1201C, 1220A, 1220B

b. Missing hardware assignments added. Revised door hardware spec included within.

END OF ADDENDUM



1. FIELD VERIFY ALL EXISTING DOOR FRAME OPENINGS TO RECEIVE NEW 
DOORS.

2. REFER TO THE PROJECT MANUAL FOR DOOR HARDWARE SPECIFICATIONS 
AND HARDWARE LISTS PER DOOR NUMBER.

3. UNLESS NOTED OTHERWISE, PROVIDE 1/4" TEMPERED SAFETY GLAZING AT 
NON- FIRE RATED DOORS, FIRE RATED SAFETY GLAZING AT FIRE RATED 
DOORS, AND 1" INSULATED GLAZING AT EXTERIOR DOORS.

4. ALL NEW EXTERIOR HOLLOW METAL DOORS AND FRAMES TO BE GALVANIZED. 
REFER TO SPECIFICATIONS.

5. CONTRACTOR TO PATCH STRIKE PLATE OPENINGS IN DOOR FRAMES AT 
REMOVED HARDWARE INCLUDING DEADBOLTS AND LOCKSETS.

6. REFER TO THE FLOOR PLANS FOR EXISTING STORAGE CABINETS TO RECIEVE 
NEW LOCK CYLINDERS MASTER-KEYED TO THE NEW SYSTEM. THESE 
CABINETS ARE DESIGNATED BY THE ASSOCIATED FLOOR PLAN KEY NOTE ON 
THE SHEET.

GENERAL NOTES

1. NEW DOOR AND HARDWARE IN EXISTING HOLLOW METAL FRAME. VERIFY 
EXISTING OPENING SIZE. CONTRACTOR TO VERIFY THE JAMB HING AND JAMB 
STRIKE LOCATIONS O0N THE EXISTING FRAMES AND COORDINATE WITH THE 
HARDWARE LOCATIONS ON THE NEW DOORS.

2. REPLACE CYLINDRICAL KNOB LOCKSET WITH CYLINDRICAL LEVER ARM 
LOCKSET.

3. EXISTING DOOR AND LOCKSET TO REMAIN. PROVIDE NEW CYLINDER WITH 
KEY SECTION MASTER-KEYED TO NEW KEY SYSTEM.

4. DOORS ARE WITHIN A WINDOW FRAME SYSTEM. SEE ELEVATIONS AND 
DETAILS FOR FURTHER INFORMATION.

5. SOUND CONTROL DOOR ASSEMBLY PER SPECIFICATION SECTION 08346. AT 
NEW OPENINGS, OVERSIZE OPENING 1/2" FOR FUTURE INSTALLATION.

6. HEAVY DUTY DOOR(S): 16 GAUGE HOLLOW METAL DOOR(S) WITH 
POLYURETHANCE CORE AT NON-RATED DOORS, POLYSTYRENE CORE AT 
RATED DOORS.

7. RELOCATED DOOR AND HARDWARE IN NEW FRAME FOR TEMPORARY USE.
8. REMOVE DOOR CLOSER AND PATCH ANCHOR HOLES IN HOLLOW METAL 

FRAME FOR PAINT.
9. NEW HARDWARE FOR EXISTING WOOD DOOR INCLUDING LOCKSET 

REPLACEMENT. SEE SPECIFICATIONS.
10. NEW HARDWARE FOR EXISTING HOLLOW METAL DOOR INCLUDING LOCKSET 

REPLACEMENT. SEE SPECIFICATIONS.
11. REMOVE FRAME MOUNTED ELECTROMAGNETIC HOLD OPEN DEVICE AND 

SAVE FOR REINSTALLATION ON NEW DOOR. REINSTALLELECTROMAGNETIC 
HOLDOPEN DEVICE ARM ON NEW DOOR. PATCH DOOR FRAME AT REMOVED 
DEADBOLT STRIKE OPENING.

12. PROVIDE NEW AT EXISTING LOCATION (AT NEW DOORS) OR REPLACE (AT 
EXISTING DOORS) DEADBOLT WITH THUMB-RETRACT ONLY DEADBOLT. SEE 
HARDWARE SCHEDULE.

13. PATCH DOOR FRAME AT REMOVED DEADBOLT STRIKE OPENING.
14. DOOR(S) TO HAVE ELECTRONIC ACCESS CONTROLS
15. REMOVE FRAME MOUNTED ELECTROMAGNETIC HOLD OPEN DEVICE AND 

SALVAGE TO OWNER. PROVIDE NEW ELECTROMAGNETIC HOLDOPEN DEVICE 
ARM ON NEW DOOR. PATCH DOOR FRAME AT REMOVED DEADBOLT STRIKE 
OPENING.

16. PROVIDE ONE INCH (1") BETWEEN THE FLOOR AND UNDERSIDE OF DOOR FOR 
VENTILATION.

17. OVERHEAD COILING/SECTIONAL DOOR SYSTEM, SEE SPECIFICATIONS.
18. OVERHEAD COILING GRILLE SYSTEM. PROVIDE LOCK CYLINDER MATER KEYED 

TO NEW KEY SYSTEM.  SEE SPECIFICATIONS
19. PROVIDE GALVANIZED DOOR FOR WET LOCATION
20. RELOCATED DOORS IN NEW ALUMINUM FRAME SYSTEM. FRAME SYSTEM TO 

ACCEPT EXISTING DOORS WITH NEW HARDWARE. SEE DOOR HARDWARE 
SPECIFICATIONS.

21. NEW DOOR AND FRAME IN EXISTING OPENING. FIELD VERIFY SIZE OF EXISTING 
OPENING FOR NEW DOOR AND FRAME.

DOOR SYMBOL REMARKS

ACOUSTICAL DESIGNATION DESCRIPTIONS

1. ALL GASKETED DOORS TO BE SOLID CORE WOOD OR MINERAL FIBER FILLED 
16 GAUGE HOLLOW METAL DOOR. FRAMES FULLY GROUT FILLED AT MASONRY 
WALLS AND STUFFED WITH GLASS FIBER AT STUD WALLS.

2. D1 DESIGNATION: BASIC GASKETED DOOR

A. 1-3/4" THICK DOOR. (2) SETS OF SELF ADHESIVE BUBBLE TYPE GASKETS AT 
JAMBS AND HEAD. DOOR BOTTOM BUBBLE GASKET AND RAISED 
THRESHOLD. ADJUSTABLE ASTRAGAL GASKET FOR DOUBLE DOORS.

3. D2 DESIGNATION: HEAVILY GASKETED DOOR

A. 2-1/4" THICK DOOR. FRAME APPLIED ADJUSTABLE GASKETS AT HEAD AND 
JAMBS. NEOPRENE SURFACE MOUNTED SWEEP SEAL AT DOOR BOTTOM 
WITH MINERAL WOOL. OVERLAPPING ASTRAGAL GASKET FOR DOUBLE 
DOORS.

4. D3 DESIGNATION: GASKETED DOOR, NO RAISED THRESHOLD

A. 2-1/4" THICK DOOR, 1 SET OF SELF ADHESIVE BUBBLE GASKETS AT JAMBS 
AND HEAD. KERF FRAME FILLED WITH FELT STRIPS. NEOPRENE SURFACE 
MOUNTED SWEEP SEAL AT DOOR BOTTOM. FILL RECESS AT DOOR 
BOTTOM WITH MINERAL WOOL. CAM-LIFT HINGES. ADJUSTABLE ASTRAGAL 
GASKET.

5. D4 DESIGNATION: NON-LATCHING

A. 2-1/4" THICK DOOR. 1 SET OF SELF ADHESIVE BUBBLE GASKETS AT JAMBS 
AND HEAD. KERF FRAME FILLED WITH FELT STRIPS. ROUTED "SOUND 
TRAP" DETAIL (INSERT STRIP OF 1"X1" GLASS FIBER, COVER WITH PERF 
METAL) AT DOOR BOTTOM AND ASTRAGAL.

1234

2"
S

E
E

 D
O

O
R

 S
IZ

E
 S

C
H

E
D

U
LE

2"

SIZE SCHEDULE

SEE DOOR 2"

1"
S

E
E

 D
O

O
R

 S
IZ

E
 S

C
H

E
D

U
LE

1"

SIZE SCHEDULE

SEE DOOR 1"

1"
S

E
E

 D
O

O
R

 S
IZ

E
 S

C
H

E
D

U
LE

4"

1"

SIZE SCHEDULE

SEE DOOR

1"

VARIES 1"

1"
S

E
E

 D
O

O
R

 S
IZ

E
 S

C
H

E
D

U
LE

1"

SIZE SCHEDULE

SEE DOOR 1"

V.I.F.

1"1"

1"

SIZE SCHEDULE

SEE DOOR 1"

4"
S

E
E

 D
O

O
R

 S
C

H
E

D
U

LE
1"

1'
-7

"
1"

EQ 1" EQ 1" EQ

5

PROVIDE BUTT-GLAZED 
CORNER W/ NO MULLION

REFER TO PLANREFER TO PLAN

ABB1CD A1FF1

7" 7"

7"
3'

-8
"

3 1/2" 7"
6" 6"6" 6" 6" 6"

7"
3'

-8
"

C1

3 1/2" 7" 7" 3 1/2" 100 SQ 
IN MAX

100 SQ 
IN MAX

7" 7"

7"
10

"

7" 7"

7"
10

"

G

3'
-8

"

3'
-8

"

3'
-8

"

H

VARIES 10" 7"

V
A

R
IE

S
7"

10
"

REFER TO PLAN FOR 
PARTITION TYPE

DOUBLE SET OF FRAME 
APPLIED SELF ADHESIVE 
BUBBLE TYPE GASKET 
(HEAD AND STRIKE SIDE)

SINGLE SET OF FRAME 
APPLIED SELF ADHESIVE 
BUBBLE TYPE GASKET 
(HINGE SIDE)

ADJUSTABLE 
ASTRAGAL GASKET 
ROUTED IN DOOR

STRIKE/HEADHINGE

ADJUSTABLE GASKET SCREWED 
TO DOOR FRAME

APPLY BEAD OF ACOUSTIC SEALANT 
BETWEEN GASKET AND FRAME TO 
ENSURE AIRTIGHT SEAL

REFER TO PLAN FOR 
PARTITION TYPE

STRIKE/HEADHINGE

NEOPRENE GASKET WITH 
OVERLAPPING ASTRAGAL. TAKE 
ASTRAGAL SEAL TO BOTTOM OF 
DOOR. COORDINATE WITH DOOR 
BOTTOM.

CLOSER MUST COMPRESS SEALS AT HEAD, 
JAMB, AND SILL WHEN LATCH IS NOT ENGAGED 
TO FORM COMPLETE AIRTIGHT SEAL.

1/4"

INTEGRAL KERF FORMED INTO 
FRAME. FILL KERF WITH 1/4" F-1 
FELT STRIPS.

APPLIED SELF ADHESIVE 
BUBBLE TYPE GASKET

REFER TO PLAN FOR 
PARTITION TYPE

NEOPRENE GASKET WITH 
OVERLAPPING ASTRAGAL. TAKE 
ASTRAGAL SEAL TO BOTTOM OF 
DOOR. COORDINATE WITH DOOR 
BOTTOM.

HINGE STRIKE/HEAD

CLOSER MUST COMPRESS SEALS AT HEAD, JAMB, AND 
SILL WHEN LATCH IS NOT ENGAGED TO FORM COMPLETE 
AIRTIGHT SEAL.

INTEGRAL KERF FOMRED 
INTO FRAME. FILL KERF 
WITH 1/4" F-1 FELT 
STRIPS.

REFER TO PLAN FOR 
PARTITION TYPE

APPLIED SELF ADHESIVE 
BUBBLE TYPE GASKET

METAL CHANNEL

INSERT 3PCF 
BLACK GLASS 
FIBER

PERFORATED METAL 
50% OPEN MIN. SEE 
SPECIFICATION FOR 
FINISH.

HINGE STRIKE/HEAD

RECESSED NEOPRENE 
DOOR BOTTOM GASKET

FLAT ALUM THRESHOLD, MIN 
HEIGHT PER ADA REQUIREMENT. 
THRESHOLD TO REST ON BEAD 
OF ACOUSTIC SEALANT.
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MOUNTED SWEEP SEAL

ROUT DOOR BOTTOM. 
GLUE CONT 1/4" X 3/4" F-1 FELT STRIP.

NEOPRENE SURFACE 
MOUNTED SWEEP SEAL

FILL RECESS AT DOOR 
BOTTOM WITH MINERAL 
WOOL AND GLUE IN 
PLACE
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CAM-LIFT HINGE REQUIRED TO 
ALLOW DOOR TO SWING AND ALSO 
SEAL TO FLOOR.
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BOTTOM WITH 3 PCF 
GLASS FIBER AND GLUE IN 
PLACE.

NEOPRENE 
SURFACE MOUNTED 
SWEEP SEAL

CAM-LIFT HINGE REQUIRED TO ALLOW DOOR TO 
SWING AND ALSO SEAL TO FLOOR.
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SECTION A AT 
SILL/ASTRAGAL
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IMPLEMENTATION -

SOUTH

1436 NORFOLK STREET
DOWNERS GROVE, IL 60516

DOOR & WINDOW

SCHEDULES & DETAILS -

PHASE C

5274-42

Author

A8.12

COMMUNITY HIGH SCHOOL

DISTRICT 99

DOOR SCHEDULE_PHASE C

NUMBER
ELEVAT

ION
TYPE

ACOUSTI
CAL

DESIGNA
TION

DOOR FRAME

FIRE
RATING

HARDWARE
SET

REMARKS
SIZE DETAIL

TYPE MATERIAL FINISH

DETAIL

WIDTH HEIGHT
THICKNES

S
MATERI

AL FINISH HEAD JAMB

ORCHESTRA PIT

0720 A1 D2 6'-0" 7'-0" 2 1/4" HM PT 2 HM PT 108

0720A A D2 3'-0" 7'-0" 2 1/4" HM PT 2 HM PT 71

0720B A D2 3'-0" 7'-0" 2 1/4" HM PT 2 HM PT 71

0722 A1 6'-0" 7'-0" 1 3/4" HM PT 2 HM PT 106

0723 A D2 3'-0" 7'-0" 2 1/4" HM PT 2 HM PT 77

0724 A 3'-0" 7'-0" 1 3/4" HM PT 2 HM PT 107

LEVEL 1

1003A F1 6'-4" 8'-10 1/2" 1 3/4" ALUM/GL -- -- ALUM -- 54

1003B F1 6'-4" 8'-10 1/2" 1 3/4" ALUM/GL -- -- ALUM -- 55

1101 F 3'-0" 7'-0" 1 3/4" 3 56

1102 F 3'-0" 8'-0" 1 3/4" WD STAIN 1 HM PT 42

1106 A 3'-0" 7'-0" 1 3/4" WD STAIN 1 HM PT 11

1116 A 3'-0" 7'-0" 1 3/4" WD STAIN 1 HM PT 60MIN 24

1118 A 3'-0" 7'-0" 1 3/4" WD STAIN 1 HM PT 13

1119 A 3'-0" 7'-0" 1 3/4" WD STAIN 1 HM PT 9

1120 F 3'-0" 7'-10" 1 3/4" WD/GL -- -- ALUM -- 16

1148 A 3'-0" 7'-0" 1 3/4" WD WS 3 HM PT 16

1201A F1 6'-5 3/4" 7'-11" 1 3/4" WD/GL STAIN -- ALUM -- 110 LOCK-DOWN BUTTON AT CIRCULATION DESK

1201B F1 6'-5" 7'-11" 1 3/4" WD/GL STAIN -- ALUM -- 109 LOCK-DOWN BUTTON AT CIRCULATION DESK

1201C A 3'-0" 7'-0" 1 3/4" WD STAIN 2 HM PT 19

1202 A 3'-0" 7'-0" 1 3/4" WD STAIN 1 HM PT 13

1210A G 3'-0" 7'-0" 1 3/4" WD/GL STAIN 1 HM PT 9

1210B G 3'-0" 7'-0" 1 3/4" WD/GL STAIN 1 HM PT 9

1211 F1 6'-0" 7'-0" 1 3/4" WD/GL STAIN 1 HM PT 111

1212A G 3'-0" 7'-0" 1 3/4" WD/GL STAIN 1 HM PT 22

1212B A 3'-0" 7'-0" 1 3/4" WD STAIN 3 HM PT 22

1214 G 3'-6" 7'-0" 1 3/4" WD/GL STAIN 1 HM PT 11

1215 G 3'-0" 7'-0" 1 3/4" WD/GL STAIN 1 HM PT 9

1216 G 3'-0" 7'-0" 1 3/4" WD/GL STAIN 1 HM PT 22

1217 G 3'-0" 7'-0" 1 3/4" WD/GL STAIN 1 HM PT 13

1218 A 3'-0" 7'-0" 1 3/4" WD STAIN 3 HM PT 112

1220A F 3'-0" 7'-0" 1 3/4" WD/GL STAIN 3 HM PT 8

1220B F 3'-0" 7'-0" 1 3/4" WD/GL STAIN 3 HM PT 8

1300A F 3'-0" 8'-6" 1 3/4" ALUM/GL -- -- ALUM -- 57

1301 F 3'-0" 6'-10" 1 3/4" WD STAIN 1 ALUM -- 59

1302 F 3'-0" 6'-10" 1 3/4" WD STAIN 1 ALUM -- 59

1303 F 3'-0" 6'-10" 1 3/4" WD STAIN 1 ALUM -- 59

1338 A 3'-0" 7'-0" 1 3/4" WD/GL STAIN 3 HM PT 10

1341 A1 6'-0" 7'-0" 1 3/4" 102

1342 A 3'-0" 7'-0" 1 3/4" WD STAIN 2 EXIST HM PT 60 NEW DOOR IN EXISTING FRAME

1344 A 3'-0" 7'-0" 1 3/4" WD STAIN 2 EXIST HM PT 61 NEW DOOR IN EXISTING FRAME

1353 G 3'-0" 7'-0" 1 3/4" WD STAIN 1 HM PT 9

1354 A 3'-0" 7'-0" 1 3/4" WD/GL STAIN 3 HM PT 9

1355 A1 6'-0" 7'-0" 1 3/4" WD STAIN 2 HM PT 62

1527 F 3'-0" 7'-0" 1 3/4" WD STAIN -- ALUM -- 8

1528 F 3'-0" 7'-0" 1 3/4" ALUM/GL -- -- ALUM -- 59

1529 A 3'-0" 7'-0" 1 3/4" WD PT 2 HM PT 32

1529AA A 3'-0" 7'-0" 1 3/4" WD STAIN 2 HM PT 32

1546 A1 D4 6'-8" 8'-0" 2 1/4" WD STAIN 2 HM PT 63 HOLD OPEN

1600A F1 -- 6'-0" 8'-0" 1 3/4" ALUM/GL -- -- ALUM -- 65 SECURITY DOOR RELEASE, MAGNETIC CONTACTS

1600B F1 -- 6'-0" 8'-0" 1 3/4" ALUM/GL -- -- ALUM -- 65 MAGNETIC CONTACTS

1600C F1 -- 6'-0" 8'-0" 1 3/4" ALUM/GL -- -- ALUM -- 65 MAGNETIC CONTACTS

1600D F1 -- 6'-0" 8'-0" 1 3/4" ALUM/GL -- -- ALUM -- 65 MAGNETIC CONTACTS

1600E F1 -- 6'-2 1/4" 8'-0" 1 3/4" ALUM/GL -- -- ALUM -- 64 ACCESS CARD READER, MAGNETIC CONTACTS, ADA ACTUATOR

1601 A 3'-0" 7'-0" 1 3/4" WD STAIN 3 HM PT 23

1602A F1 -- 6'-1 1/2" 8'-0" 1 3/4" ALUM/GL -- -- ALUM -- 68

1602B F1 -- 5'-11 3/4" 8'-0" 1 3/4" -- 66

1602C F1 -- 6'-0" 8'-0" 1 3/4" -- 66

1602D F1 -- 6'-0" 8'-0" 1 3/4" -- 66

1602E F1 -- 6'-0" 8'-0" 1 3/4" ALUM/GL -- -- ALUM -- 67

1603 A1 D2 6'-0" 8'-0" 2 1/4" WD STAIN 2 HM PT 69 LOCKING LADDER PULL

1604A A1 D4 6'-0" 8'-0" 2 1/4" WD STAIN 2 HM PT 70 NON-LATCHING HARDWARE, LADDER PULL

1604B A1 D4 4'-0" 7'-10" 2 1/4" WD PT 2 HM PT 71 NON-LATCHING HARDWARE

1604C A1 D4 7'-0" 14'-0" 2 1/4" HM PT 2 HM PT 72 NON-LATCHING HARDWARE

1605 A 3'-0" 7'-0" 1 3/4" WD STAIN 2 HM PT 74

1606 A 3'-0" 7'-0" 1 3/4" WD STAIN 2 HM PT 13

1607 A 3'-0" 7'-0" 1 3/4" WD STAIN 2 HM PT 74

1608A A1 D2 6'-0" 7'-0" 2 1/4" WD STAIN 2 HM PT 75

1608B A1 D2 6'-0" 7'-0" 2 1/4" WD STAIN 2 HM PT 76

1609 C 3'-0" 7'-0" 1 3/4" WD/GL PT 2 HM PT 23

1610 A1 D2 4'-0" 7'-10" 2 1/4" WD PT 2 HM PT 77

1612 A1 D2 7'-0" 14'-0" 2 1/4" HM PT 2 HM PT 78

1613A 0" 0" 0" ALUM/GL --

1613B 8'-0" 16'-0" 2" -- INSULATED

1613C A D2 3'-0" 7'-0" 1 3/4" HM PT 3 HM PT 79

1614 A 3'-0" 7'-0" 1 3/4" HM PT 2 HM PT 10

1615 A 3'-0" 7'-0" 1 3/4" HM PT 2 HM PT 13

1616 A D2 3'-0" 7'-0" 2 1/4" WD STAIN 2 HM PT 80

1617 A D2 3'-0" 7'-0" 2 1/4" WD STAIN 2 HM PT 80

1618 A D2 3'-0" 7'-0" 2 1/4" WD STAIN 2 HM PT 81

1619A A D2 3'-0" 7'-0" 2 1/4" WD STAIN 2 HM PT 82

1619B A 3'-0" 7'-0" 1 3/4" WD STAIN 2 HM PT 83

1620A A D2 3'-0" 7'-0" 2 1/4" WD STAIN 2 HM PT 82

1620B A 3'-0" 7'-0" 1 3/4" WD STAIN 2 HM PT 83

1621 A D2 3'-0" 7'-0" 2 1/4" WD STAIN 2 HM PT 81

1622A F1 7'-0" 8'-0" 1 3/4" ALUM -- -- ALUM - 51 CARD READER

1622B F1 7'-0" 7'-0" 1 3/4" ALUM -- -- ALUM - 6

1623A A D4 3'-0" 7'-0" 2 1/4" WD/GL STAIN 3 HM PT 84

1623B A1 D2 6'-0" 7'-0" 1 3/4" HM -- 2TB HM -- 85

1625A A1 D3 6'-8" 8'-0" 2 1/4" WD STAIN 2 HM PT 75 HOLD OPEN

1625B A1 D3 6'-8" 8'-0" 2 1/4" WD STAIN 2 HM PT 76 HOLD OPEN

1627A D 6'-0" 7'-0" 1 3/4" WD STAIN 1 HM PT 53

1627B A1 6'-0" 7'-0" 1 3/4" WD STAIN 2 HM PT 86

1628A A D4 3'-0" 7'-0" 2 1/4" HM PT 2 HM PT 90 MIN 87 NON-LATCHING HARDWARE

1628B S50 8'-0" 16'-0" 2" 90 MIN --

1628C A D4 3'-0" 7'-0" 2 1/4" HM PT 2 HM PT 90 MIN 87 NON-LATCHING HARDWARE

1628D A D4 3'-0" 7'-0" 2 1/4" HM PT 2 HM PT 90 MIN 87 NON-LATCHING HARDWARE

1628E A D4 3'-0" 7'-0" 2 1/4" HM PT 2 HM PT 90 MIN 87 NON-LATCHING HARDWARE

1629A A D4 3'-0" 7'-0" 2 1/4" WD PT 1 HM PT 88 NON-LATCHING HARDWARE

1630A A D2 3'-0" 7'-0" 2 1/4" WD STAIN 2 HM PT 90

1630B A D4 3'-0" 7'-0" 2 1/4" WD PT 1 HM PT 89 NON-LATCHING HARDWARE

1631A A D4 3'-0" 7'-0" 2 1/4" WD PT 1 HM PT 89

1631B A D2 3'-0" 7'-0" 2 1/4" HM PT 2 HM PT 91

1631C A D2 3'-0" 7'-0" 2 1/4" WD STAIN 2 HM PT 90

1633A A D2 3'-0" 7'-0" 2 1/4" WD STAIN 2 HM PT 90

1633B A D2 3'-0" 7'-0" 2 1/4" WD STAIN 1 HM PT 89 NON-LATCHING HARDWARE

1637A A1 D2 6'-0" 7'-11" 2 1/4" WD STAIN 1 HM PT 69 MAGNETIC HOLD OPENS, LOCKING LADDER PULL

1637B A1 D4 6'-0" 7'-11" 2 1/4" WD STAIN 1 HM PT 70 NON-LATCHING HARDWARE, LADDER PULL

1640 A 3'-0" 7'-0" 1 3/4" WD STAIN 2 HM PT 13

1644A A1 D2 6'-0" 7'-11" 2 1/4" WD STAIN 1 HM PT 69 MAGNETIC HOLD OPENS, LOCKING LADDER PULL

1644B A1 D4 6'-0" 7'-11" 2 1/4" WD STAIN 1 HM PT 70 NON-LATCHING HARDWARE, LADDER PULL

LEVEL 2

1304A F1 7'-0" 8'-6" 1 3/4" ALUM/GL -- -- ALUM -- 58

1502 A1 6'-0" 7'-0" 1 3/4" WD STAIN 2 HM PT 92

2609B A D4 3'-0" 7'-0" 2 1/4" WD STAIN 2 HM PT 89 NON-LATCHING HARDWARE

2610 A 3'-0" 7'-0" 1 3/4" WD STAIN 2 HM PT 59

2611 A D2 3'-0" 7'-0" 2 1/4" WD STAIN 2 HM PT 90

2612A A D2 3'-0" 7'-0" 2 1/4" WD STAIN 2 HM PT 93

2612B A 3'-0" 7'-0" 1 3/4" WD STAIN 1 HM PT 94

2613 A 3'-0" 7'-0" 1 3/4" WD STAIN 2 HM PT 59

2613A A1 6'-0" 7'-0" 1 3/4" WD STAIN 2 HM PT 31

2613B A 3'-0" 7'-0" 1 3/4" WD STAIN 2 HM PT 95

2614A A D2 3'-0" 7'-0" 2 1/4" WD STAIN 2 HM PT 90

2615 G 3'-0" 7'-0" 1 3/4" WD STAIN 2 HM PT 9

2616 G 3'-0" 7'-0" 1 3/4" WD STAIN 2 HM PT 9

2617 A 3'-0" 7'-0" 1 3/4" WD STAIN 2 HM PT 10

2618B A D4 3'-0" 7'-0" 2 1/4" WD STAIN 2 HM PT 89 NON-LATCHING HARDWARE

2801A C1 6'-8" 7'-0" 1 3/4" 113

STUDIO THEATER MEZZANINE

2601A A D4 3'-0" 7'-0" 2 1/4" HM PT 1 HM PT 88 NON-LATCHING HARDWARE

2601B A D2 3'-0" 7'-0" 2 1/4" WD PT 2 HM PT 97

2602A A D2 3'-0" 7'-0" 2 1/4" WD PT 2 HM PT 96

2602B A D4 3'-0" 7'-0" 2 1/4" WD PT 2 HM PT 88 NON-LATCHING HARDWARE

2603 A 3'-0" 7'-0" 1 3/4" HM PT 2 HM PT 27 PANIC HARDWARE

2604 A D2 3'-0" 7'-0" 2 1/4" HM PT 2 HM PT 98

2605 A1 6'-0" 7'-0" 1 3/4" HM PT 2 HM PT 99

2606 A1 6'-0" 7'-0" 1 3/4" HM PT 2 HM PT 100

2607 A1 6'-0" 7'-0" 1 3/4" HM PT 2 HM PT 101

2608 A1 6'-0" 7'-0" 1 3/4" HM PT 2 HM PT 40

LEVEL 3

3375 A1 6'-0" 7'-0" 1 3/4" WD STAIN HM PT 102

3600 A 3'-0" 7'-0" 1 3/4" WD PT 2 HM PT 104 NON-LATCHING HARDWARE

3601 A 3'-0" 7'-0" 1 3/4" WD PT 2 HM PT 104 NON-LATCHING HARDWARE

3602A A1 D2 6'-0" 7'-0" 2 1/4" WD STAIN 1 HM PT 69 MAGNETIC HOLD OPENS, LOCKING LADDER PULL

3602B A1 D4 6'-0" 7'-0" 2 1/4" WD STAIN 1 HM PT 70 NON-LATCHING HARDWARE, LADDER PULL

3607A A1 D2 6'-0" 7'-0" 2 1/4" WD STAIN 1 HM PT 69 MAGNETIC HOLD OPENS, LOCKING LADDER PULL

3607B A1 D4 6'-0" 7'-0" 2 1/4" WD STAIN 1 HM PT 70 NON-LATCHING HARDWARE, LADDER PULL

3705 A 3'-0" 7'-0" 1 3/4" WD STAIN 2 HM PT 105

3709 A 3'-0" 7'-0" 1 3/4" WD STAIN 2 HM PT 105

AUDITORIUM CATWALK

4601 A 3'-0" 7'-0" 1 3/4" HM PT 2 HM PT 103 NON-LATCHING HARDWARE

4602 A 3'-0" 7'-0" 1 3/4" HM PT 2 HM PT 103 NON-LATCHING HARDWARE

SCALE:  1/4" = 1'-0"
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SCALE:  3" = 1'-0"
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D1 DOOR DETAILS

SCALE:  3" = 1'-0"
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D2 DOOR DETAILS

SCALE:  3" = 1'-0"
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D3 DOOR DETAILS

SCALE:  3" = 1'-0"
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D4 DOOR DETAILS

SCALE:  3" = 1'-0"
6

D1 DOOR BOTTOM GASKET

SCALE:  3" = 1'-0"
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D2 DOOR BOTTOM DETAIL WOOD

SCALE:  3" = 1'-0"
8

D2 DOOR BOTTOM DETAIL METAL

SCALE:  3" = 1'-0"
9

D3 DOOR BOTTOM DETAIL WOOD

SCALE:  3" = 1'-0"
10

D3 DOOR BOTTOM DETAIL METAL

SCALE:  3" = 1'-0"
11

D4 DOOR BOTTOM SOUND TRAP DETAIL
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