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DATE: June 5, 2019 
 
 
FROM:  Wight & Company 

2500 N. Frontage Road 
Darien, IL  60561 
 
 

SUBJECT: ADDENDUM #3 TO THE BIDDING DOCUMENTS FOR: 
  NORTH HIGH SCHOOL BID GROUP #6 
 MASTER FACILITY PLAN IMPLEMENTATION 
 COMMUNITY HIGH SCHOOL DISTRICT 99 
 NORTH HIGH SCHOOL 
 4436 MAIN STREET 
 DOWNERS GROVE, IL 60516 
    
 
This addendum forms a part of the Bidding Contract Documents, dated May 10, 2019. Bidders must acknowledge receipt of this 
Addendum in the space provided on the Bid Form. 

 

I.  Clarifications  
1. Q: S2.0B – column line AB shows B/F (-)9’1”, S2.1B-EP – column line AB shows B/F (-)6’6”  
           Please confirm correct elevation. 
     A: Footing on S2.0B is shown near grid 6, with an elevation of (-)9’-1”to be verified in field.  This footing is for the        
          triangular pier that is shown without a footing on the ground floor foundation plan.  Footing on 1/S2.1B-EP 
          shows a footing between grids 4 and 5, with an elevation of (-)6’-6”. 
         These are two different footing locations and there is a stepped footing in between to get you from one    
          elevation to the other. 
 

II.  Specifications 
 

1. None 

III.  Drawings 

 

CIVIL 
 

• C4.01 UTILITY PLAN NORTH 

• Revised the sanitary layout to avoid having two pipes drop into SAN 1.0 

• C4.04 UTILITIES PROFILES NORTH 

• Revised the sanitary layout to avoid having two pipes drop into SAN 1.0 
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STRUCTURAL 
 

• S1.3B TYPICAL SECTIONS AND DETAILS 

• Added Detail 18. 

• S2.0B BASEMENT LEVEL FOUNDATION PLAN – PHASE B 

• Modified Pier Schedule: Changed 1 pier size. Added 2 new pier types. 

• S2.1B FIRST FLOOR FRAMING – FOUNDATION PLAN – PHASE B 

• Called out thickened slab on grade at volleyball sleeve locations. 

• Modified Pier Schedule: Changed 1 pier size. Added 2 new pier types. 

• Deleted 1 pier. 

• Changed 1 pier type. 

• Changed CMU wall location. 

• Modified control joint in slab-on-grade requirement. 

• Modified structural concrete material allowance summary. 

•  S2.1B-EP  ENLARGED PLAN – PHASE B 

• Called out for continuous isolation joint. 

• S2.2B SECOND AND THIRD FLOOR FRAMING – PHASE B 

• Added 2 new sections. 

• Modified 2 sections. 

• S3.1B NON-TYPICAL SECTIONS AND DETAILS 

• Modified Detail 1. 

• S3.5B NON-TYPICAL SECTIONS AND DETAILS 

• Modified Detail 5. 

• S3.6B NON-TYPICAL SECTIONS AND DETAILS 

• Modified Detail 4. 

• Renumbered 2 details. 

IV.  Bid Schedule 

        1. Bid Schedule is attached.  

 
 

END OF ADDENDUM 
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TYPICAL SECTIONS AND
DETAILS

5274-42

I.K.

S1.3B

COMMUNITY HIGH SCHOOL
DISTRICT 99

REV ISSUE DATE

ISSUED FOR  DESIGN
DEVELOPMENT - PHASE B

03.11.2019

ISSUED FOR 50% CD – PHASE B 04.12.2019

ISSUED FOR 75% CD – PHASE B 05.10.2019

ISSUED FOR BID-BID GROUP 6 05.10.2019

A6.1 ISSUED FOR ADDENDUM A6.1 - BID
GROUP 6

05.31.2019

N.T.S.
1

TYPICAL COLUMN TRANSFER DETAIL (WIDE FLANGE COLUMN)

N.T.S.
3

TYPICAL COLUMN BASE PLATE DETAIL (WIDE FLANGE COLUMN)

N.T.S.
2

TYPICAL COLUMN TRANSFER DETAIL (HSS TUBE COLUMN)

N.T.S.
9

TYPICAL BEAM-TO-COLUMN MOMENT CONNECTION DETAIL (WEB)

N.T.S.
5

TYPICAL BEAM-TO-COLUMN MOMENT CONNECTION AT VARIABLE DEPTH BEAMS - SHOP FABRICATED
N.T.S.

4
TYPICAL BEAM-TO-COLUMN MOMENT CONNECTION AT VARIABLE DEPTH BEAMS - SHOP FABRICATED

N.T.S.
8

TYPICAL BEAM-TO-GIRDER MOMENT CONNECTION DETAIL (SLOTTED BOLT HOLES)

N.T.S.
11

TYPICAL HSS BRACING CONNECTION DETAIL (COLUMN FLANGE)

N.T.S.
7

TYPICAL HSS BRACING CONNECTION DETAIL (COLUMN WEB)

N.T.S.
12

TYPICAL HSS BRACING CONNECTION DETAIL (FOUNDATION COLUMN FLANGE)

N.T.S.
10

TYPICAL HSS BRACING CONNECTION DETAIL (FOUNDATION COLUMN WEB)

N.T.S.
6

TYPICAL HSS BRACING CONNECTION DETAIL (CONCENTRIC BRACING)

N.T.S.
13

TYPICAL RECTANGULAR WEB PENETRATION DETAIL

N.T.S.
14

RECTANGULAR WEB PENETRATION SCHEDULE

N.T.S.
19

TYPICAL CIRCULAR WEB PENETRATION DETAIL

N.T.S.
17

TYPICAL JOIST-TO-BEAM BEARING DETAIL

N.T.S.
16

TYPICAL DECK DIRECTION CHANGE DETAIL

N.T.S.
15

TYPICAL JOIST-TO-SIDE OF HSS COLUMN BEARING DETAIL

N.T.S.
20

CIRCULAR WEB PENETRATION SCHEDULE

N.T.S.
18

TYPICAL EXPANSION JOINT DETAIL



EX. UTILITY TUNNEL. T/EX. TUNNEL CEILING SLAB EL: (-)1'-6" 
AT WHITE GYM WALL, VIF.  T/TUNNEL WALL CEILLING SLAB 
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EX. 17" MASONRY FND WALL
12" THICK FTG. 
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EX. 13" MASONRY FND WALL AND 
CONCRETE  FOOTING. B/FTG. EL: 
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EX. 17" CONC. FND WALL AND 
STEPPED FTG. VIF - SEE 
GROUND FLOOR 
FOUNDATION PLAN FOR 
ADDITIONAL INFORMATION
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FR6.5
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VERIFY THICKNESS IN FIELD
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S3.5B

1

S3.5B

6

S3.5B

S3.5B

5

1'
 - 

4 
1/

2"

EX. 5'-0"x5'-0" FTG.
B/EX. FTG: (-)9'-1", VIF

1'
 - 

0"

RAMP UP

VIF.

5' - 5"

V
IF

.

28
' -

 1
1"

V
IF

.

25
' -

 1
1"

V
IF

.

29
' -

 4
"

V
IF

.

25
' -

 1
1 

3/
4"

2' - 0"

2' - 0"2'
 - 

0"

A6.1

A6.1

FOUNDATION PLAN NOTES

1. SEE S0 SERIES DRAWINGS FOR GENERAL NOTES, ABBREVIATIONS, SYMBOLS AND LINTEL 
SCHEDULES, AND STATEMENT OF SPECIAL INSPECTIONS 

2. SEE S1 SERIES DRAWINGS FOR TYPICAL SECTIONS AND DETAILS. 

3. SEE S3 SERIES DRAWINGS FOR NON-TYPICAL SECTIONS AND DETAILS. 

4. SEE S4 SERIES DRAWINGS FOR SCHEDULES, ELEVATIONS AND DETAILS. 

5. CENTERLINE OF SPREAD FOOTING IS ON GRIDLINE, TYPICAL UNLESS NOTED OTHERWISE. 

6. SEE SHEET S1.1 FOR TYPICAL SPREAD FOOTING DETAIL AND SPREAD FOOTING SCHEDULE. 

7. ESTABLISH BOTTOM OF FOOTINGS IN STRATUM AS INDICATED.  ELEVATIONS GIVEN ARE FOR 
BIDDING/ESTIMATING PURPOSES ONLY.  ON-SITE INSPECTION OF FOUNDATION BEARING STRATA 
SHALL BE CONDUCTED DURING CONSTRUCTION BY A QUALIFIED GEOTECHNICAL ENGINEER. 

8. CENTERLINE OF COLUMN IS ON GRIDLINE.  TYPICAL UNLESS NOTED OTHERWISE. 

9. SEE PLANS FOR COLUMN ORIENTATION AND COLUMN CENTERLINE TO GRIDLINE DIMENSIONS FOR 
OFFSET COLUMNS. 

10. SEE PLANS FOR TOP OF ROUGH SLAB ELEVATION. 

11. SLAB-ON-GRADE SHALL BE 5" THICK CONCRETE SLAB OVER PREPARED SUBGRADE.  REINFORCE 
WITH 4LBS/CU.YD. OF STRUX 90/40 MACROSYNTHETIC FIBERS OR EQUIVALENT. 

12. PROVIDE THICKENED SLAB AND DOWELS TO CMU WALLS (IN GROUTED CELLS) AT SLAB-ON-GRADE 
IN ACCORDANCE WITH TYPICAL SECTIONS AND DETAILS.  SEE ARCHITECTURAL DRAWINGS FOR 
CMU WALL SIZE, LOCATION, REINFORCEMENT, TOP-OF-WAL CONNECTION AND CURB, IF ANY. 

13. SEE ARCHITECTURAL DRAWINGS FOR CURBS NOT INDICATED (SIZE AND LOCATION).  SEE TYPICAL 
SECTIONS AND DETAILS FOR CURB REINFORCEMENT. 

14. SEE TYPICAL DETAILS FOR ELECTRICAL GROUNDING DETAIL AND REQUIREMENTS FOR A 
CONCRETE ENCASED GROUNDING ELECTRODE.  COORDINATE WITH ELECTRICAL CONTRACTOR.

15. T/NEW INTERIOR FOOTING EL: 9" BELOW THE T/SLAB-ON-GRADE ELEVATION, TYP. UNO.

16. T/NEW CONCRETE PIER EL: 9" BELOW T/SLAB-ON-GRADE, TYP. UNO.

17. T/NEW EXTERIOR FOUNDATION WALL EL: (+) 0'-0", TYP. UNO ON PLAN

18. T/NEW FOUNDATION WALL @ DOOR OPENING EL: 9" BELOW T/SLAB-ON-GRADE ELEVATION.

19. SEE PLAN & PIER SCHEDULE FOR PIER INFORMATION.

20. SUMP PIT: 2'-0"x2'-0"x2'-0" SUMP PIT, REINF. PER TYP. DETAILS.

21. PROVIDE CONTROL JOINTS IN THE SLAB-ON-GRADE AT COL. CENTERLINES AND 12' CTS MAX AT 
REMAINDER. SEE TYP. DETAILS FOR SLAB CONTROL JOINT DETAIL AND COLUMN ISOLATION JOINT 
DETAIL. 

EXISTING TYPICAL CONCRETE BEAM SCHEDULE

BEAM NOTATION SIZE

1.

2.

3.

4.

BM. A 18"x18"

14"x30"

16"x30"

12"x28"

BM. B

BM. C

BM. D

5. 12"x20"BM. E

6. 9"x18"BM. F

7. 14"x18"BM. G

8. 12"x24"BM. H

9. 12"x18"BM. I

EXISTING TYPICAL CONCRETE COLUMN SCHEDULE

COLUMN NOTATION SIZE

1.

2.

3.

4.

COL. A

COL. B

COL. C

COL. D

16"x16"

12"x16"

12"x12"

12"x24"

1

S3.2B

1 2

L

P

Q

X

Z.2

4

S3.1B

2' - 8"

1'
 - 

0"
1'

 - 
0"

2'
 - 

3"

1' - 0"

1'
 - 

10
"

TYP.
1' - 6"

EX. UTILITY 
TUNNEL 
WALLS

1' - 2"

2' - 6" EX. FTG WIDTH, TYP., VIF

B/EX. FND WALL FTG 
EL: (-)9'-4", VIF

EX. 8'-0"x5'-0"x1'-4" 
FTG., VIF. B/FTG 
EL: (-)9'-8", VIF

EX. 8'-0"x7'-0"x1'-4" 
FTG., VIF. B/FTG 
EL: (-)9'-8", VIF

EX. 8'-0"x5'-0"x1'-4" 
FTG., VIF. B/FTG 
EL: (-)9'-8", VIF

EX. 8'-0"x7'-0"x1'-4" 
FTG., VIF. B/FTG EL: 
(-)9'-8", VIF

B/EX. FND WALL 
FTG EL: (-)9'-4", VIF

5'10" EX. FTG WIDTH, VIF

SCAB ON NEW FTG TO EX. 
FOOTING. MATCH EX. FTG 
WIDTH, THICKNESS AND 
ELEVATION, TYP.

SCAB ON NEW WALL FTG TO EX. 
WALL FTG. MATCH EX. FTG.
THICKNESS AND ELEVATION, TYP.

2

S3.4B

1' - 6"

2' - 0"

3' - 9"

8 1/2"

3' - 0"

3' - 0"

3' - 3"

3' - 3"

1' - 3"

2' - 0"

6

S3.4B

4

S3.4B

S3.5B

4

S3.5B

8

S3.5B

9

5

S3.3B

4

S3.3B

EX. 27'-2"x5'-10"x1'-6" FTG. VIF.
B/EX. FTG. EL: (-)9'-10", VIF

1'-3" THICK FTG, VIF.
B/EX.BASEMENT WALL FTG.
EL:(-)9'-7", VIF.

REMOVE EX. SLAB-ON-GRADE AT 
BASEMENT AT LULA FOOTPRINT. 
ADJACENT FTGS. TO REMAIN. PATCH 
THE ZONE AWAY FROM THE EX. 
FTGS. W/ 8" THICK SLAB-ON-GRADE. 
T/NEW SLAB INFILL SHALL MATCH 
THE T/EX. FTG. ELEV. T/SLAB-ON-
GRADE INFILL EL:(-)8'-4", VIF.

4" THICK EX. BASEMENT SLAB-ON-GRADE.
T/SLAB EL:(-)8'-0"

1' - 0"

9 
1/

2"

B/NEW FTG. EL:(-)9'-7", MATCH EX.

INTERIOR FACE OF 
EX. FND WALL

2' - 8 3/4"3'
 - 

3"

V
IF

.

5'
 - 

0 
1/

2" VIF.

11" 1'
 - 

10
"

3'
 - 

0"
3'

 - 
0"

EDGE OF EX. FTG.

1' - 6"

2'
 - 

3"

1' - 9 3/4" 1' - 0"

1' - 2 1/2"

VIF.
2' - 6"

1'
 - 

10
"

2 
1/

4"

V
IF

.

5'
 - 

1 
1/

4"

V
IF

.

2'
 - 

10
 3

/4
"

VIF.

2' - 6" 3' - 0"

1'
 - 

0"

1' - 2"

1-0" THICK FTG.
B/EX. WALL FTG EL:
(-)9'-4", VIF.,TYP.

16
' -

 1
0 

3/
4"

1'
 - 

0"

STEPPED FTG.

3' - 0"

1' - 8"

1' - 2"

SEE GROUND LEVEL FND PLAN FOR CONTINUATION 
OF THE NEW FND WALL AND WALL FTG.

V
IF

.

3'
 - 

0"

2' - 9 1/4"

3

S3.5B

LULA PIT.
CUT EX. SLAB-ON-GRADE 
FOR LULA DEPRESSION.
POUR NEW SLAB-ON-GRADE 
ADJACENT TO EX.FTG, VIF.

V
IF

.

27
' -

 5
 1

/2
"

21
' -

 0
 1

/4
"

22
' -

 1
0 

1/
2"

24
' -

 6
"

EX. FND WALL & FTG. 

V
IF

.

12
' -

 0
 1

/4
"

EDGE OF EX. FTG., VIF.

V
IF

.

10
' -

 1
0 

3/
4"

1-0" THICK FTG.
B/EX. WALL FTG EL:
(-)9'-4", VIF.,TYP.

1-0" THICK FTG.
B/EX. WALL FTG EL:
(-)9'-4", VIF.,TYP.

V
IF

.
1'

 - 
1 

1/
4"

NEW CONC. INFILL @ 
EX. WINDOW OPENING

NEW CONC. INFILL @ 
EX. DOOR OPENING

VIF.
2' - 6"

8 1/4"

V
IF

.
7 

1/
4"

WORKING POINT - NORTHEAST 
CORNER OF THE WHITE GYM

V
IF

.

11
' -

 4
 3

/4
"

RAMP UP

PIER SCHEDULE

SIZE VERTICAL REINFORCEMENT

P1 22"X22" 12#6

MARK TIES

#3

P2 24"X24" 12#7 #3

P3 22"X26" 14#6 #3

P4 30"X42" 16#8 #3

P5 30"X32" 16#7 #3

P6 22"X30" 16#7

P7 22"X36" 16#7

#3

#3

P8 26"X36" 16#7

#3 TIES

#3 HAIR PINS AT 
THE TOP OF THE 
CONCRETE PIER

2'-6"

1'-6"

1'-4"

1'-6"

P9 26"X36" 16#7 #3

A6.1

A B C
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N.I.C.

NORTH
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ENLARGED FOUNDATION WALL DETAIL

A6.1



EX. UTILITY TUNNEL. T/EX. TUNNEL 
CEILING SLAB EL: (-)1'-6" AT WHITE 
GYM WALL, VIF.  T/TUNNEL WALL 
CEILING SLAB ELEVATION VARIES 
ALONG THE TUNNEL LENGTH, VIF

EX. 12" WALL AND FTG. 
B/FTG. EL: (-) 13'-5", VIF 

EX. 12" CONC. FND WALL AND 
FTG. B/FTG. EL: (-) 13'-5", VIF 

EX. 17" CONC. FND 
WALL AND FTG. B/FTG. 
EL: (-) 13'-5", VIF 

EX. 17" FND 
WALL AND FTG. 
B/FTG. EL: (-) 
9'-10", VIF 

EX. STAIR 
OPENING

E
X

. 
9"

x1
2

 1
/2

" 
C

O
N

C
. B

M
, 

V
IF

EX. 17" FND WALL AND FTG. 
B/FTG. EL: (-) 9'-10", VIF 

EX. 13" FND WALL AND FOOTING. 
B/FTG. EL: (-) 10'-2", VIF 

EX. 17" CONC. FND WALL 
AND STEPPED FTG. VIF 

EX. 17" CONC. FND WALL 
AND  FTG. B/FTG EL: (-) 
0'-6".VIF 

EX. 17" CONC. FND WALL AND 
STEPPED FTG. VIF 

BM. C. VIF

BM. C. VIF

BM. B. VIF BM. B. VIF

B
M

. 
B

. V
IF

EX. 13" FND WALL 
AND NO FTG. 
B/WALL EL: (-) 8'-4"

BM. A. VIFBM. A. VIFBM. A. VIF

EX. W12X53 
COL.VIF

EX. W12X53 
COL.VIF

COL. A. VIF

COL. A. VIF

COL. A. VIF

COL. A. VIF

COL. A. VIF

B/EX.FTG 
EL:(-)3'-2". 
VIF

B/EX.FTG 
EL:(-)3'-2", VIF

B/EX.FTG 
EL:(-)3'-2" VIF

B/EX.FTG 
EL:(-)3'-2". 
VIF

B/EX.FTG 
EL:(-)3'-2". 
VIF

B/EX.FTG 
EL:(-)3'-2". 
VIF

B/EX.FTG 
EL:(-)3'-2". 
VIF

B/EX.FTG 
EL:(-)3'-2". 
VIF

56.10

56.11

56.13

56.15

56.17

56.Z 56.Y 56.X

COL. A. VIF

COL. A. VIF

COL. A. VIF

B
M

. 
B

. V
IF

B
M

. 
B

. V
IF

1

S3.2B

2

S3.2B

OPEN TO 
BELOW

EX. FND WALL TO 
BE DEMOLISHED. 
B/WALL EL: (-) 10'-4", 
VIF

T/SLAB-ON-GRADE AT GYM

EL: (-)SEE ARCH.

T/SLAB-ON-GRADE

EL: (+)0'-0", MATCH EX., VIF

T/SLAB-ON-GRADE

EL: (+)2'-0", MATCH EX., VIF

3

S3.2B

6

S3.1B

T/SLAB-ON-GRADE

EL: (+)2'-5", MATCH EX., VIF

R
A

M
P

 D
O

W
N

1 2 3 4 5 6 7 9 10 12 14 151311

WORKING POINT - NORTHEAST 
CORNER OF THE WHITE GYM

2' - 9 1/4" 6' - 8 1/2" 9' - 6" 5' - 5 1/2" 12' - 4 1/2" 3' - 3 1/2" 19' - 11 1/2" 4' - 8" 6' - 6 1/4"

VIF.

5' - 0 1/4" 26' - 4 3/4" 9 1/2"

VIF.

15' - 0 1/2"

A

B

C

D

E

F

G

H

JJ

KK

L

L

M

M

NN

PP

Q

R

W

X

Y

Z

Z.1

Z.2

V
IF

10
' -

 6
 3

/4
"

1'
 - 

8 
1/

2"
10

' -
 4

 1
/2

"
4'

 - 
9 

3/
4"

7'
 - 

3 
1/

4"
12

' -
 1

"
1'

 - 
8"

22
' -

 1
0 

1/
2"

7'
 - 

7 
1/

2"

O
F 

E
X

. C
O

LU
M

N
2'

 - 
1 

1/
4"

 G
R

ID
 Z

.2
 T

O
 F

A
C

E

EXTERIOR FACE OF 
EX. FND WALL, VIF

4

S3.1B

1

S3.1B

7

S3.1B

F4.1F4.1

F4.1

P8
F9.0
T/FTG. 
EL:(-)1'-9"

1' - 9 3/4"

P1
F5.0 CENTER ON PIER

T/FND WALL EL: (+)2'-0"

1'-3" THICK WALL FTG. 
B/FTG EL: (-)2'-3"

STEP IN TOP OF FND 
WALL ELEVATION

T/FND WALL EL: (+)0'-0"

T/FND WALL EL: (+)2'-0"

T/PIER EL: (+)1'-3"

P4

P9

NEW STAIR 
OPENINGEDGE OF EX. 

CONC. BEAM, 
VIF.

VIF.

76' - 9 1/4"

SHALLOW SLAB-ON-
GRADE STEP PER 
TYP. DETAILS, TYP.

F5.3 

F5.3 

F4.5
T/FTG. EL:(-)0-9"

F4.5
B/FTG. EL:(-)0'-9"

TYP. EDGE OF THE 
NEW SLAB-ON-GRADE

BEAM TO BEAR 
ON EX. 
BASEMENT WALL

3 1/4" LWC OVER 2" 
DEEP COMPOSITE DECK
T/ SLAB EL: (+) 0'-0"

13
' -

 1
0"

3'
 - 

0 
1/

2"
7'

 - 
9 

1/
2"

7'
 - 

0 
1/

2"

4'
 - 

0"

S4.1B

1

S4.1B

4

S4.1B

2

T/ EX. SLAB EL: (+) 2'-0"

12" WIDE FND WALL

14" WIDE FND WALL

OF EX. FND WALL
1' - 0" GRID 12 TO FACE 

OF EX. FND WALL
1' - 0" , GRID 15 TO FACE

8" THICK FND WALL 
@ SLAB STEP, TYP.
T/FND WALL 
EL:(+)2'-5"

5" THICK SLAB -ON-GRADE, TYP.

S4.1B

3

W
8
X

1
0
 (

1
0
) W8X10 W8X10

W
8
X

1
0
 (

1
0
)

L
6
X

6
X

1
/2

 (
8
)

W8X48

W8X48

2'-0" THICK ELEVATOR PIT MAT 
FOUNDATION. T/FOUNDATION EL: (-) 3'-0"

8" REINF. CONC. PIT WALL.
T/PIT WALL EL: (+)1'-3"

P2
F4.6
T/FTG EL: (-) 3'-0"

P4
F5.0
T/FTG. EL:(-)1'-0"

1'-3" THICK MAT FND
B/FTG EL: (-)2'-3". REINF. 
W/ #7@12" T&B E.W.

P2
F4.0
T/FTG. EL:(+)0'-0"

5" THICK SLAB -ON-GRADE, TYP.

T
/S

L
A

B
-O

N
-G

R
A

D
E

E
L
: 
S

E
E

 A
R

C
H

.

5' - 0"

5" THICK SLAB -ON-GRADE, TYP.

P4
F5.0
T/FTG. EL:(-)1'-0"

P4
F5.0
T/FTG. EL:(-)1'-0"

4'
 - 

0"

OPEN 
TO 

BELOW

S2.1B-EP

3

COL. A. VIF

COL. A. VIF

T/EX. SLAB-ON-GRADE

EL: (+)2'-0", VIF

T/EX. SLAB

EL: (+)2'-0", VIF

T/EX. SLAB

EL: (+)0'-0", VIF

6

S3.4B

4

S3.4B

1

S3.4B

1

S3.3B

2

S3.3B

3

S3.3B

5

S3.3B

4"

4

S3.3B

S2.1B-EP

6

V
IF

.

6'
 - 

9 
1/

2"
1'

 - 
6 

1/
4"

 V
IF

.

V
IF

.

8'
 - 

0 
1/

2"
11

' -
 2

"
11

' -
 2

"
4'

 - 
8"

6'
 - 

6"
11

' -
 2

"
9"

 , 
V

IF
.

7'
 - 

6 
1/

2"

S2.1B-EP

1

OF EX. FND WALL
8 1/4" , GRID 1 TO FACE

CONTROL JOINTS IN SLAB-
ON-GRADE PER PLAN NOTE 
21.( TYP. EXCEPT AT THE 
GYM WOOD FLOOR SLAB-
ON-GRADE DEPRESSION, 
WHERE THERE ARE NO 
CONTROL JOINTS) 

SUMP PIT PER 
PLAN NOTE 20

1'-3" THICK MAT FND
B/FTG EL: (-)3'-2". MATCH. 
EX., VIF. REINF. W/ #7@12" 
T&B E.W.

CONFIRM W/ ELEV. MFR
9' - 9"

C
O

N
FI

R
M

 W
/ E

LE
V

. M
FR

7'
 - 

4"

OF EX. FND WALL
3' - 5 1/4" , GRID 2 TO FACE  

WALL-TO-WALL
2' - 11"

EX. CONC. BEAM

CONTROL JOINT

F5.1 CENTER ON 
PIER

7

S3.1B

T/SLAB-ON-GRADE

EL: (+)0'-0"

11
 3

/4
"

TYP. @ 5 
LOC

CMU "WALL A" PER 
REINFORCEMENT SCHEDULE

CMU "WALL B" PER 
REINFORCEMENT SCHEDULE

CMU "WALL A" PER 
REINFORCEMENT 
SCHEDULE

CMU "WALL D" PER 
REINFORCEMENT SCHEDULE

CMU "WALL C" PER 
REINFORCEMENT SCHEDULE

11
' -

 6
"

4'
 - 

0"

4' - 0" 15' - 0"

1' - 6" 4' - 6"

4'
 - 

0"
4'

 - 
0"

4' - 0" 4' - 6"

3'
 - 

2 
3/

4"
5'

 - 
0"

3'
 - 

4"
11

' -
 3

 3
/4

"
2'

 - 
4 

3/
4"

2 1/2"
5 3/4"

1' - 3 1/4"

8"

1'
 - 

5 
1/

4"

CMU "WALL B" PER 
REINFORCEMENT 
SCHEDULE

ALIGN OPENING W/ 
LULA LIFT PIT 
BELOW

CMU "WALL C" PER 
REINFORCEMENT SCHEDULE

S2.1B-EP

2

B/EX. WALL FTG EL: (-)3'-2", VIF

3'
 - 

8"

2' - 0"2' - 8"

2' - 6"

7'
 - 

0"

2

S3.1B

5' - 0"

EX. 3'-0"x1'-0" 
WALL FTG, VIF

VIF

5' - 6"

5

S3.1B

P6P8

TYP. 
AT 2 
LOC.

SEE 5/S2.1B-EP 
BID ALTERNATE

S2.1B-EP

5

7'-0"x7'-0"x1'-9", VIF

1' - 11"

1'
 - 

4 
1/

2"

DOWEL MAT REBAR INTO 
EX. FTG. PER 5/S3.1B,TYP.

1' - 0"

EX. 12"x24" CONC. 
VIF. (3 LOC)

EDGE OF SLAB 
DEMOLITION

5" THICK SLAB-ON-GRADE

7

S3.1B

8" 2' - 10"

7

S3.1B

CL OF PIER & COL.

SEE BASEMENT LEVEL FND 
PLAN FOR PIER SIZE, TYP.

A6.1

1'-6"x1'-6"x1'-0" THICKENED SLAB 
ON GRADE AT VOLLEYBALL 
SLEEVE @ 2 LOC., TYP.

A6.1

A6.1

A6.1

A6.1

2' - 9" 8" 2' - 6 3/4"
A6.1

5"
Foundation

Slab

FOUNDATION PLAN NOTES

1. SEE S0 SERIES DRAWINGS FOR GENERAL NOTES, ABBREVIATIONS, SYMBOLS AND LINTEL 
SCHEDULES, AND STATEMENT OF SPECIAL INSPECTIONS 

2. SEE S1 SERIES DRAWINGS FOR TYPICAL SECTIONS AND DETAILS. 

3. SEE S3 SERIES DRAWINGS FOR NON-TYPICAL SECTIONS AND DETAILS. 

4. SEE S4 SERIES DRAWINGS FOR SCHEDULES, ELEVATIONS AND DETAILS. 

5. CENTERLINE OF SPREAD FOOTING IS ON GRIDLINE, TYPICAL UNLESS NOTED OTHERWISE. 

6. SEE SHEET S1.1 FOR TYPICAL SPREAD FOOTING DETAIL AND SPREAD FOOTING SCHEDULE. 

7. ESTABLISH BOTTOM OF FOOTINGS IN STRATUM AS INDICATED.  ELEVATIONS GIVEN ARE FOR 
BIDDING/ESTIMATING PURPOSES ONLY.  ON-SITE INSPECTION OF FOUNDATION BEARING STRATA 
SHALL BE CONDUCTED DURING CONSTRUCTION BY A QUALIFIED GEOTECHNICAL ENGINEER. 

8. CENTERLINE OF COLUMN IS ON GRIDLINE.  TYPICAL UNLESS NOTED OTHERWISE. 

9. SEE PLANS FOR COLUMN ORIENTATION AND COLUMN CENTERLINE TO GRIDLINE DIMENSIONS FOR 
OFFSET COLUMNS. 

10. SEE PLANS FOR TOP OF ROUGH SLAB ELEVATION. 

11. SLAB-ON-GRADE SHALL BE 5" THICK CONCRETE SLAB OVER PREPARED SUBGRADE.  REINFORCE 
WITH 4LBS/CU.YD. OF STRUX 90/40 MACROSYNTHETIC FIBERS OR EQUIVALENT. 

12. PROVIDE THICKENED SLAB AND DOWELS TO CMU WALLS (IN GROUTED CELLS) AT SLAB-ON-GRADE 
IN ACCORDANCE WITH TYPICAL SECTIONS AND DETAILS.  SEE ARCHITECTURAL DRAWINGS FOR 
CMU WALL SIZE, LOCATION, REINFORCEMENT, TOP-OF-WAL CONNECTION AND CURB, IF ANY. 

13. SEE ARCHITECTURAL DRAWINGS FOR CURBS NOT INDICATED (SIZE AND LOCATION).  SEE TYPICAL 
SECTIONS AND DETAILS FOR CURB REINFORCEMENT. 

14. SEE TYPICAL DETAILS FOR ELECTRICAL GROUNDING DETAIL AND REQUIREMENTS FOR A 
CONCRETE ENCASED GROUNDING ELECTRODE.  COORDINATE WITH ELECTRICAL CONTRACTOR.

15. T/NEW INTERIOR FOOTING EL: 9" BELOW THE T/SLAB-ON-GRADE ELEVATION, TYP. UNO.

16. T/NEW CONCRETE PIER EL: 9" BELOW T/SLAB-ON-GRADE, TYP. UNO.

17. T/NEW EXTERIOR FOUNDATION WALL EL: (+) 0'-0", TYP. UNO ON PLAN

18. T/NEW FOUNDATION WALL @ DOOR OPENING EL: 9" BELOW T/SLAB-ON-GRADE ELEVATION.

19. SEE PLAN & PIER SCHEDULE FOR PIER INFORMATION.

20. SUMP PIT: 2'-0"x2'-0"x2'-0" SUMP PIT, REINF. PER TYP. DETAILS.

21. PROVIDE CONTROL JOINTS IN THE SLAB-ON-GRADE AT COL. CENTERLINES AND 12' CTS MAX AT 
REMAINDER. SEE TYP. DETAILS FOR SLAB CONTROL JOINT DETAIL AND COLUMN ISOLATION JOINT 
DETAIL. 

EXISTING TYPICAL CONCRETE COLUMN SCHEDULE

COLUMN NOTATION SIZE

1.

2.

3.

4.

COL. A

COL. B

COL. C

COL. D

16"x16"

12"x16"

12"x12"

12"x24"

EXISTING TYPICAL CONCRETE BEAM SCHEDULE

BEAM NOTATION SIZE

1.

2.

3.

4.

BM. A 18"x18"

14"x30"

16"x30"

12"x28"

BM. B

BM. C

BM. D

5. 12"x20"BM. E

6. 9"x18"BM. F

7. 14"x18"BM. G

8. 12"x24"BM. H

9. 12"x18"BM. I

PIER SCHEDULE

SIZE VERTICAL REINFORCEMENT

P1 22"X22" 12#6

MARK TIES

#3

P2 24"X24" 12#7 #3

P3 22"X26" 14#6 #3

P4 30"X42" 16#8 #3

P5 30"X32" 16#7 #3

P6 22"X30" 16#7

P7 22"X36" 16#7

#3

#3

P8 26"X36" 16#7

#3 TIES

#3 HAIR PINS AT 
THE TOP OF THE 
CONCRETE PIER

2'-6"

1'-6"

1'-4"

1'-6"

P9 26"X36" 16#7 #3

A6.1

CMU SHEAR WALL REINFORCEMENT SCHEDULE

WALL LABEL VERTICAL REINFORCEMENT

WALL A #4@48" IN SOLID GROUTED CELLS, PLUS #4 BAR IN LAST 5 
CELLS AT EACH END OF WALL

MASONRY DOWELS

5'-0" LONG, SAME SIZE AND SPACING AS VERT. REINF. (2'-6" CONC. EMBED.)

WALL SIZE

8"

WALL B #6@24" IN SOLID GROUTED CELLS, PLUS #6 BAR IN LAST 2 
CELLS AT EACH END OF WALL

6'-0" LONG, SAME SIZE AND SPACING AS VERT. REINF. (3'-0" CONC. EMBED.)8"

WALL C #7@16" IN SOLID GROUTED CELLS, PLUS #7 BAR IN LAST 2 
CELLS AT EACH END OF WALL

6'-0" LONG, SAME SIZE AND SPACING AS VERT. REINF. (3'-0" CONC. EMBED.)12"

WALL D #8@16" IN SOLID GROUTED CELLS, PLUS #8 BAR IN LAST 2 
CELLS AT EACH END OF WALL

6'-0" LONG, SAME SIZE AND SPACING AS VERT. REINF. (3'-0" CONC. EMBED.)12"

ISSUED FOR BID - BID GROUP 6 - STRUCTURAL CONCRETE MATERIAL ALLOWANCE SUMMARY

IN ADDITION TO THE CONCRETE SCOPE INDICATED ON THE BID GROUP 6 STRUCTURAL DRAWINGS DATED 5.10.2019, ALLOW FOR THE FOLLOWING ADDITIONAL CONCRETE AND CONCRETE REINFORCEMENT 
MATERIAL QUANTITIES.  ALLOWANCES SHALL INCLUDE MATERIAL COSTS AS WELL AS ASSOCIATED COSTS OF LABOR, ERECTION, ENGINEERING, FABRICATION, TRANSPORTATION, TAXES AND FEES.

FOUNDATION PLANS - (SHEET S2.1B)
• ALLOW FOR (10) RECESSED ELECTRICAL FLOOR BOXES IN THE SLAB-ON-GRADE. SEE ELECTRICAL DRAWINGS FOR FLOOR BOX SCHEDULE AND LOCATIONS.  PROVIDE 1'-0"x2'-6"x2'-6" THICKENED SLAB-

ON-GRADE AT EACH FLOOR BOX LOCATION. REINFORCE SLAB PER TYPICAL THICKENED SLAB-ON-GRADE DETAIL..
• ALLOW FOR 3 ADDITIONAL CUBIC YARDS OF ELEVATED SLAB CONCRETE, REINFORCED WITH STRUX 90/40 SYNTHETIC MACRO FIBERS.
• ALLOW FOR 1/2 TON OF ADDITIONAL GRADE 60 BENT DEFORMED REBAR TO BE UTILIZED AT ENGINEERS DISCRETION
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2

Y

Z.1

2

S3.4B

5

S3.4B

2' - 9"

2'
 - 

6"
6'

 - 
4"

1'
 - 

3"

TY
P

.
1"

 C
O

N
T.

 G
A

P
.

3'
 - 

3" G
A

P
1"

 C
O

N
T.

1" CONT. GAP

2'
 - 

6 
1/

2"

12
' -

 1
"

1

A

B

C

D

E

F

G

H

J

3

S3.1B

P2
F6.1
B/FTG EL: (-)6'-6"

P2
F6.1
B/FTG EL: (-)6'-6"

P2
F6.1
B/FTG EL: (-)6'-6"

P2
F6.1
B/FTG EL: (-)6'-6"

P2
F6.1
B/FTG EL: (-)6'-6"

P2
F5.2
B/FTG EL: (-)6'-6"

B/ FTG. EL:(-) 6'-6"

STEPPED FTG -
SEE BASEMENT 
LEVEL FND PLAN 
FOR ADD'L FND 
INFORMATION

7 1/2" 11 1/2"
TYP. ALONG 
THIS WALL

S3.5B

7

3' - 0"

STONE LEDGE EL: (-)1'-6"

STONE LEDGE EL: (-)2'-0"

STONE LEDGE EL: (-)1'-0"

STONE LEDGE STEP

STONE LEDGE STEP

T/FND WALL EL: (+)0'-0"

4"

9 1/4"

4"
9 

1/
4"

9"
11

' -
 2

"
6'

 - 
6"

4'
 - 

8"
11

' -
 2

"
11

' -
 2

"

V
IF

.

8'
 - 

0 
1/

2"
1'

 - 
6 

1/
4"

 , 
V

IF
.

SIM.

START OF STONE LEDGE

56.10

56.Z1 2 3 4 5 6 7 9 10 1211

A

B

2

S3.5B

1

S3.5B
6

S3.5B

3'
 - 

0"
 , 

TY
P

.

1'
 - 

7"
 ,T

Y
P

.

P2
F6.1
B/FTG EL: (-)6'-6"

F6.1
B/FTG EL: (-)6'-6"

1'
 - 

0"

T/FND. WALL/PIER
EL: (-) 0'-9"

T/FND WALL EL: 
(+)0'-0"

S2.1B-EP

4

1'
 - 

0"

STONE LEDGE STEP
STONE LEDGE 
EL: (-)1'-6" STONE LEDGE STEP

STONE LEDGE EL: (-)1'-0"

STEPPED FTG - SEE 
BASEMENT LEVEL 
FND PLAN FOR 
ADD'L FND 
INFORMATION

REMOVE EX. BRICK 
AS REQURIED TO 
ALLOW FOR NEW 
CMU WALL 
CONSTRUCTION 
(FULL HEIGHT OF 
BUILDING). REMOVE 
EX. CONC. PIER AS 
REQ'D TO ALLOW 
PASSAGE OF NEW 
FND WALL

 A
B

O
V

E
 F

N
D

2"
 C

O
N

T.
 IS

O
LA

TI
O

N
 J

O
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O
F 

E
X

. F
N

D
 W

A
LL

1'
 - 

3 
1/

4"
 , 

G
R

ID
 A

 T
O

 F
A

C
E

FACE OF EX. FND WALL

3

S3.1B

TY
P

.
7 

1/
2"

TY
P

.
11

 1
/2

"

2' - 4 1/2"

2' - 9 1/4" 6' - 8 1/2" 9' - 6" 5' - 5 1/2" 12' - 4 1/2" 3' - 3 1/2" 19' - 11 1/2" 4' - 8" 6' - 6 1/4" 5' - 0 1/4" 1' - 10 1/4"

3' - 5 3/4"

1' - 6 1/4"

4"9 
1/

4"

4"

9 1/4"

1'
 - 

6 
1/

4"

A6.1

9

B

2'
 - 

5"

1'
 - 

6 
1/

2"1' - 3"

2' - 6"

P
LA

N

S
E

E

P
LA

N

S
E

E

SEE 5/S3.5B FOR ADD'L 
INFO.

T/PIER EL:(-)1'-0"

3

S3.2B

1

M

3

S3.4B

DEMOLISH EX. PILASTER DOWN 
TO (-)1'-0" ELEVATION, VIF.

1"
 G

A
P

2'
 - 

6"
6'

 - 
4"

2'
 - 

6"

1

S3.2B

3 4 5 6 7 9 10

Z

Z.1

Z.2

S4.1B

4
9' - 6" 5' - 5 1/2" 12' - 4 1/2" 3' - 3 1/2" 19' - 11 1/2" 4' - 8"

OPEN TO 
BELOW

2'-0" THICK ELEVATOR PIT MAT 
FOUNDATION. T/FOUNDATION EL: (-) 3'-0"

8" REINF. CONC. PIT WALL.
T/PIT WALL EL: (+)1'-3"

P2
F4.0
B/FTG EL: (-) 4'-0" P2

F4.0
B/FTG. EL:(+)0'-0"

SUMP PIT PER 
PLAN NOTE 20

CONFIRM W/ ELEV. MFR
9' - 9"

C
O

N
FI

R
M

 W
/ E

LE
V

. M
FR

7'
 - 

4"

BID 

ALTERNATE
B/EX.FTG 
EL:(-)0'-6", 
VIF

T/PIER EL: (+)1'-3"

SCAB ON NEW MAT 
FND. TO EX. FTG. 
MATCH EX. FTG. 
THICKNESS AND 
ELEVATION TYP. VIF.

P4
F5.0
T/FTG. EL:(-)1'-0"

1'-3" THICK MAT FND, TYP.
B/FTG EL: (-)3'-2". MATCH. EX., 
VIF. REINF. W/ #7@12" T&B E.W.

B/EX. WALL FTG EL: (-)3'-2", VIF

2

S3.1B
8

S3.1B

BID ALTERNATE
STEP IN THE MAT FND

7'-0"x7'-0"x1'-9", VIF
7'-0"x7'-0"x1'-9", VIF

BID ALTERNATE
B/MAT FND EL: 
(-)0'-6", MATCH EX.

BID 

ALTERNATE
B/EX.FTG 
EL:(-)0'-6", 
VIF

BID 

ALTERNATE
B/EX.FTG 
EL:(-)0'-6", 
VIF

BID ALT. 

AT 2 COL. 
LOC

4

S3.2B

BID ALT.

DOWEL MAT REBAR INTO 
EX. FTG. PER 5/S3.1B, TYP.

V
IF

.

10
' -

 6
 3

/4
"

1'
 - 

8 
1/

2"
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N

SCALE:  1/4" = 1'-0"
3

ENLARGED PLAN VIEW

N

SCALE:  1/4" = 1'-0"
6

ENLARGED PLAN VIEW

N

SCALE:  1/4" = 1'-0"
1

ENLARGED PLAN VIEW

N

SCALE:  1/2" = 1'-0"
4

ENLARGED PIER PLAN

N

SCALE:  1/4" = 1'-0"
2

ENLARGED PLAN VIEW

N

SCALE:  1/8" = 1'-0"
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BM. I. VIF

BM. H. VIF

EX. 12'X22" CONC. BM, VIF

B
M

. 
I. 

V
IF

EX. 17" WALL UP TO 2ND 
FLOOR, 13" ABOVE 2ND 
FLOOR, VIF, TYP.

EX. 13" WALL. VIF.

EX. STAIR 
OPENING

EX. 14"x24" CONC. BM, VIF

EX. 12"x20" CONC. BM, VIF

BM. E. VIF

E
X

. 1
6

.5
"x

20
" 

C
O

N
C

. B
M

, V
IF

EX. 6" THICK 
REINF. CIP CONC. 
SOLID SLAB, VIF
T/SLAB EL: 
(+)14'-0", VIF

EX. 5" THICK REINF. CIP 
CONC. SOLID SLAB, VIF
T/SLAB EL: (+)14'-0", VIF

EX. 7" THICK 
REINF. CIP CONC. 
SOLID SLAB, VIF
T/SLAB EL: 
(+)14'-0", VIF

EX. 18"x20" CONC. BM, VIF

BM. A. VIF
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. V
IF

EX. STEEL COL.VIF

EX. STEEL COL.VIF

EX. STEEL COL.VIF

EX. STEEL COL.VIF

EX. STEEL COL.VIF

EX. STEEL COL.VIF

PAN JOIST EQ. SPACES

EX. 6"X14" CONC.

EX. 5" CONCRETE SLAB. 
T/SLAB EL: (+)14'-0". VIF

COL. D. VIF

EX. 12"X24" 
CONC. COL, 
VIF

COL. D. VIF

COL. A. VIF

EX. W14"X43" 
COL. VIF
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COL. VIF
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EXISTING TYPICAL CONCRETE COLUMN SCHEDULE

COLUMN NOTATION SIZE

1.

2.

3.

4.

COL. A

COL. B

COL. C

COL. D

16"x16"

12"x16"

12"x12"

12"x24"

EXISTING TYPICAL CONCRETE BEAM SCHEDULE

BEAM NOTATION SIZE

1.

2.

3.

4.

BM. A 18"x18"

14"x30"

16"x30"

12"x28"

BM. B

BM. C

BM. D

5. 12"x20"BM. E

6. 9"x18"BM. F

7. 14"x18"BM. G

8. 12"x24"BM. H

9. 12"x18"BM. I

ELEVATED FLOOR AND ROOF LEVEL PLAN NOTES

1. SEE S0 SERIES DRAWINGS FOR GENERAL NOTES, ABBREVIATIONS, SYMBOLS AND LINTEL 
SCHEDULES, AND STATEMENT OF SPECIAL INSPECTIONS.

2. SEE S1 SERIES DRAWINGS FOR TYPICAL SECTIONS AND DETAILS. 

3. SEE S3 SERIES DRAWINGS FOR NON-TYPICAL SECTIONS AND DETAILS. 

4. SEE S4 SERIES DRAWINGS FOR SCHEDULES, ELEVATIONS AND DETAILS. 

5. CENTERLINE OF COLUMN IS ON GRIDLINE.  TYPICAL UNLESS NOTED OTHERWISE. 

6. SEE PLANS FOR COLUMN ORIENTATION AND COLUMN CENTERLINE TO GRIDLINE DIMENSIONS FOR 
OFFSET COLUMNS. 

7. SEE PLANS FOR TOP OF ROUGH SLAB ELEVATION. 

8. (H) AS INDICATED ON PLAN INDICATES HIGHER BEAM OF FRAMING MEMBERS IN SAME VERTICAL 
PLANE. 

9. (L) AS INDICATED ON PLAN INDICATES LOWER BEAM OF FRAMING MEMBERS IN SAME VERTICAL 
PLANE. 

10. SEE ARCHITECTURAL DRAWINGS FOR CURBS NOT INDICATED (SIZE AND LOCATION).  SEE TYPICAL 
SECTIONS AND DETAILS FOR CURB REINFORCEMENT. 

11. FLOOR DECK SHALL BE 3 1/4" THICK LIGHTWEIGHT CONCRETE OVER 2" DEEP COMPOSITE STEEL 
FLOOR DECK.  REINFORCE SLAB WITH 4 LBS/CU. YD. OF STRUX 90/40 MACROSYNTHETIC FIBERS OR 
EQUIVALENT. 

12. SAW CUT 1/4" WIDE X 1/2" DEEP CONTROL JOINTS AT AREAS OF EXPOSED "SEALED CONCRETE" 
SLABS. LOCATE JOINTS AT COLUMN CENTERLINES AND 12 FEET CTS MAX AT REMAINDER

13. SEE PLAN FOR TOP OF SLAB ELEVATION, TYPICAL UNLESS NOTED OTHERWISE. 

14. VERIFY ELEVATOR MACHINE BEAM SIZES AND LOCATIONS WITH ELEVATOR SUPPLIER. 

15. SEE PLAN FOR BOTTOM OF STEEL ROOF DECK ELEVATIONS, TYPICAL UNLESS NOTED OTHERWISE.

16. PROVIDE L5x5 STEEL ANGLE OR BENT PLATE AT ROOF PERIMETER AND AT INTERIOR OPENINGS IN 
ACCORDANCE WITH TYPICAL DETAILS. 

17. SEE ________ FOR SPECIAL DESIGN JOIST SCHEMATIC LOADINGS. 

18. SUSPEND PIPE HANGERS AND OTHER MECHANICAL EQUIPMENT FROM DESIGNATED OR 
APPROVED STEEL JOISTS.  LOCATE CONCENTRATED LOADS AT JOIST PANEL POINTS ONLY OR 
REINFORCE STEEL JOISTS IN ACCORDANCE WITH TYPICAL SECTIONS AND DETAILS. 

19. PLACE SUPPORTS FOR ROOF TOP EQUIPMENT LOADS ON DESIGNATED OR APPROVED STEEL 
JOISTS. LOCATE CONCENTRATED LOADS AT JOIST PANEL POINTS ONLY OR REINFORCE STEEL 
JOISTS IN ACCORDANCE WITH TYPICAL SECTIONS AND DETAILS. 

20. SUPPORT ALL MEPFP EQUIPMENT AND PIPING GREATER THAN 2 INCHES IN DIAMETER DIRECTLY 
FROM THE DESIGNATED STEEL ROOF JOISTS (TOP CHORDS ONLY) AND STEEL WIDE FLANGED 
BEAM AND GIRDER FRAMING.  DO NOT SUPPORT THE AFOREMENTIONED FROM THE STEEL ROOF 
DECK DIRECTLY.  ITEMS SUCH AS LIGHTWEIGHT CEILINGS AND LIGHTING MAY BE SUPPORTED 
DIRECTLY FROM THE STEEL ROOF DECK.

21. AT THE NEW ADDITION, ALL ROOFS WITH THE STEEL ROOF DECKS ARE DESIGNED TO SUPPORT A 
MAXIMUM ALLOWED SUPERIMPOSED DEAD LOAD FROM THE PHOTOVOLTAIC BALLASTED SYSTEM 
OF 8 PSF PLUS THE ADDITIONAL DOWNWARD WIND PRESSURE FROM THE PHOTOVOLTAIC 
BALLASTED SYSTEM OF 13 PSF. SYSTEMS OTHER THAN THE PHOTOVOLTAIC BALLASTED SYSTEM 
ARE NOT PERMITTED.

22. 2ND FLOOR COMPOSITE DECK SLAB SHALL RECEIVE TROWEL FINISH, PER SPECIFICATION 
SECTION 033000, SECTION 3.9-C.  COORDINATE TROWELING AND FLOATING PROCEDURE WITH THE 
MACRO-SYTHETIC FIBER SUPPLIER/MANUFACTURER.

23. ROOF DECK SHALL BE 3" DEEP STEEL ROOF DECK WITH SUPPORT FASTENERS OF 5/8" PUDDLE 
WELDS IN 24/4 PATTERN AND SIDE LAP FASTENERS OF 2#10 TEK SCREWS PER SPAN. DO NOT 
EXCEED 24" OR ONE-HALF OF DECK SPAN FOR SIDELAP FASTENER SPACING. 

24. ROOF DECK SHALL BE 3" DEEP STEEL ROOF DECK WITH SUPPORT FASTENERS OF 5/8" PUDDLE 
WELDS IN 24/4 PATTERN AND SIDE LAP FASTENERS OF 5#10 TEK SCREWS PER SPAN. DO NOT 
EXCEED 24" OR ONE-HALF OF DECK SPAN FOR SIDELAP FASTENER SPACING.

25. ROOF DECK SHALL BE 3" DEEP STEEL ROOF DECK WITH SUPPORT FASTENERS OF 5/8" PUDDLE 
WELDS IN 24/4 PATTERN AND SIDE LAP FASTENERS OF 9#10 TEK SCREWS PER SPAN. DO NOT 
EXCEED 24" OR ONE-HALF OF DECK SPAN FOR SIDELAP FASTENER SPACING. 

26. ROOF DECK SHALL BE 3" DEEP STEEL ROOF DECK WITH SUPPORT FASTENERS OF 5/8" PUDDLE 
WELDS IN 24/4 PATTERN AND SIDE LAP FASTENERS OF 11#10 TEK SCREWS PER SPAN. DO NOT 
EXCEED 24" OR ONE-HALF OF DECK SPAN FOR SIDELAP FASTENER SPACING.
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EL: SEE PLAN
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EL: SEE PLAN
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EL: SEE PLAN, MATCH EX., VIF.

B/ EX.FTG.

EL: SEE PLAN

T/ SLAB-ON-GRADE

EL: SEE PLAN

NEW SLAB-ON-GRADE

1/2" CONT. COMPRESSIVE FILLER, TYP.

CMU SHEAR WALL - SEE PLAN

T/ FND WALL

EL: SEE PLAN

EX. MULTI-WYTHE 
BRICK WALL

EX. ELEVATED 
STRUCTURAL SLAB

NEW INFILL. SEE ARCH. 
DRAWINGS FOR ADD'L INFO.

EX. FND BASEMENT WALL

EX. SLAB-ON-GRADE

T/EX. SLAB-ON-GRADE

EL: SEE PLAN, VIF.

V
IF

.

M
A

TC
H

 E
X

IS
TI

N
G

#7@12" CONT.

#4@12" VERT. E.F. 

2#6 CONT.

#4@12" DOWELS x 5'-0" LONG W/ 
STD. 90 DEG HOOK. SIZE AND 
QUANTITY TO MATCH VERT. REINF.

#6@12" O.C. DRILL & EPOXY 
GROUT MIN 6" INTO EX. FTG.

#4@12" CONT.

SEE PLAN

PLAN

SEE

3'
 - 

0"

DRILL & EPOXY GROUT INTO EX. FTG W/ MIN 4" 
EMBED. SIZE AND QUANTITY TO MATCH VERT. REINF.

CONT. DRAIN TILE W/ FILTER FABRIC

P
LA

N

S
E

E

PLAN

SEESEE PLAN

CONT. WATERSTOP

T/ STONE LEDGE

EL: SEE PLAN

T/ SLAB-ON-GRADE

EL: SEE PLAN

EQ. SEE PLAN EQ.

B/ FTG.

EL: SEE PLAN

1'
 - 

0"

REINFORCED CMU WALLEXTERIOR VENEER 
SEE ARCH

SEE PLAN

T/ GYM FLOOR- SEE ARCH.

#4@12" O.C. EF

#4@12" O.C. EF

#4@12" CONT.

#5@12"O.C.

#4 DOWELS x 5'-0" E.F. W/ STD. 90 DEG 
HOOK. QUANTITY MATCHING VERT. REINF. 

2'
 - 

0"

SEE PLAN

#4@12" W/ STD. 90 DEG HOOK

T/ EX. CONC. BEAM

EL: SEE PLAN

EX. CONC. 
BEAM, VIF

STANDARD SHEAR TAB

T/ NEW  SLAB

EL: SEE PLAN

S
E

E
 P

LA
N

B/MAT FND

EL: SEE PLAN

1/2" CONT. COMPRESSIBLE 
JOINT FILLER, TYP.

STEEL COL.

T/ SLAB-ON-GRADE

EL: SEE PLAN

T/ EX. SLAB-ON-GRADE

EL: SEE PLAN

EX. MULTI- WYTHE BRICK WALL

S
E

E
 P

LA
N

SEE PLAN

SEE PLAN

9"

CONT. PIER - SEE PLAN, W/ (22)#7 VERT. IN 7x6 
LAYOUT AND #3 TIES PER TYPICAL DETAILS.

VERT. BAR W/ STD. 90 DEG HOOK.

12" EMBED.
6" EMBED.

4" TYP. EMBED.

MAT FND T&B BARS, SEE PLAN

THICKENED SLAB-ON-GRADE

S
E

E
 P

LA
N

A-A

#3 STIRRUP

#3 STIRRUP

ANCHOR BOLT
SEE COLUMN SCHEDULE

BASE PLATE
SEE COLUMN SCHEDULE

2'-6"

1'-6"

3'-6"

1'-6"

SECTION A-A

Z.2

1/2" CONT. COMPRESSIBLE JOINT FILLER, TYP.

THICKENED SLAB-ON-GRADE

SEE PLAN

S
E

E
 P

LA
N

SEE PLAN

SEE PLAN FOR MAT FND REBAR.  DRILL 
& EPOXY GROUT 12" MIN. EMBEDMENT

6" MIN. EMBED., TYP.

CONC. PIER, SEE PLAN

EX. CONC. COLUMN AND FTG, VIF

SEE PLAN

Z.2

1/2" CONT. COMPRESSIBLE JOINT FILLER, TYP.

THICKENED SLAB-ON-GRADE

S
E

E
 P

LA
N

EX. CONC. COLUMN AND FTG, VIF

SEE PLANSEE PLAN

B/MAT FND

EL: SEE PLAN

T/SLAB-ON-GRADE

EL: SEE PLAN

B/EX. FTG

EL: SEE PLAN

SEE PLAN FOR MAT FND REBAR.  DRILL 
& EPOXY GROUT 12" MIN. EMBEDMENT

S
E

E
 P

LA
N
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1

Y

(24)#7 VERT. W/ 
#3 TIES@ 12"

SEE PLAN

SEE PLANSEE PLAN

1

P

EX. TUNNEL WALL

1'
 - 

10
"

1' - 6"

#7 BENT BAR (2'-3"x4'-0"), MATCH WALL 
HORIZ. REINF. SPACING, TYP. DRILL & 
EPOXY GROUT INTO EX. PIER W/ 9" 
EMBED. TYP.

FND WALL REINF. PER WALL DETAILS, TYP.

(12)#5 VERT. W/ FTG. DOWELS OF 
MATCHING SIZE & QUANTITYx5'-0" AND 
W/ STD. 90 DEG. HOOK 

#3 TIES PER TYP. DETAILS

DRILL & EPOXY GROUT 9" INTO 
EX. PIER FND, TYP. AT 2 
LOCATIONS

CUT DOWN PORTION 
OF PIER TO (-)1'-0"

#7 BENT BEAR (2'-3"x4'-0"), 
MATCH WALL HORIZ. REINF. 
SPACING, TYP. DRILL & EPOXY 
GROUT INTO EX. PIER W/ 9" 
EMBED., TYP.

FND WALL REINF. PER 
WALL DETAILS, TYP.

20#5 VERT. W/ FTG. DOWELS OF 
MATCHING SIZE & QUANTITY x 
5'-0" AND W/ STD. 90 DEG HOOK. 

P
LA

N

S
E

E

2' - 6"

S
E

E
 P

LA
N

S
E

E
 P

LA
N

EXTEND WALL REINF. 
INTO PIER TYP.

S
E

E
 P

LA
N

#3 TIES @ 12"

#3 HAIRPINS AT TOP OF PIER,TYP.

ANCHOR ROD, 
SEE COLUMN SCHEDULE 

2'-4"

1'-6"

A6.1

5#6 VERT. W/ FTG. DOWELS OF 
MATCHING SIZE & QUANTITY x5'-0" 
AND W/ STD. 90 DEG. HOOK

FND WALL REINF. PER 
WALL DETAILS, TYP.

#4 BENT BAR, MATCH WALL 
HORIZ. REINF. SPACING, TYP.

1' - 9"1' - 9"

1'
 - 

9"

P
LA

N

S
E

E 1' - 6" , TYP.

FOOTINGPRINT. DOWEL IN NEW SLAB AS SHOWN

4'-0"
REMOVE EX. SLAB AT AREA SHOWN UNDER THE RAMP

#4@18", DRILL & EPOXY 
GROUT INTO EX. SLAB W/ 3" 
EMBED, TYP. ON ALL 4 SIDES

EX. SLAB-ON-GRADE - SEE PLAN

EX. COLUMN FOOTING, VIF

GEOFOAM PER NON-
STRUCTURAL TOPPING SLAB 
TYPICAL DETAIL

RAMP AND RAMP LANDING 
TOPPING SLAB AND SLAB 
REINFORCEMENT PER TYPICAL 
NON-STRUCTURAL TOPPING 
SLAB DETAIL

INTERIOR FACE OF 
EX. FND WALL

SEE ARCH. SEE ARCH.

A

DRILL & EPOXY INTO EX. FTG. 
MIN 4" EMBED. TYP, VIF.

THICKENED SLAB-ON-GRADE, TYP.

1/2" CONT. COMPRESSIBLE FILLER, TYP.

SEE 6/S3.5B FOR ADD'L INFO.

B/ EX. FTG.

EL: SEE PLAN

B/ STONE LEDGE

EL: SEE PLAN

T/ SLAB-ON-GRADE

EL: SEE PLAN

T/FND WALL

EL: SEE PLAN

T/GYM FLOOR- SEE ARCH.

PLAN

SEE

P
LA

N

S
E

E

PLAN

SEE

EXTERIOR 
VENEER 
SEE ARCH

EX. SPREAD FOOTING SIZE - SEE PLAN

EX. PURPLE GYM 
MASONRY PIER 
AND PIER 
FOUNDATION 
BEYOND

SEE DETAILS 2 
AND 8 FOR 
TEMPORARY 
SHORING 
REQUIREMENTS 
PAST THE PIER

A

DRILL & EPOXY 
INTO EX. FTG. 
MIN 4" EMBED. 
TYP, VIF.

THICKENED SLAB-ON-GRADE, TYP.

1/2" CONT. COMPRESSIBLE FILLER

B/ EX. FTG.

EL: SEE PLAN

T/ SLAB-ON-GRADE

EL: SEE PLAN

T/NEW FND WALL

EL: SEE PLAN

T/GYM FLOOR- SEE ARCH.

T/ EX. SLAB-ON-GRADE

EL: SEE PLAN

SEE 6/S3.5B FOR ADD'L INFORMATION

PLAN

SEE

P
LA

N

S
E

E

PLAN

SEE

PLAN

SEE

SEE ARCH, FOR EX. WALL

EX. FND WALL - SEE PLAN

SEE PLAN

S
E

E
 P

LA
N

CMU SHEAR WALL - SEE PLAN

SEE NOTE ABOVE.  IF THE 
NEAR SIDE OF NEW WALL IS 
FORMED, INFILL  THE VOID 
BETWEEN EX. AND NEW 
WALL W/ COMPACTED STONE 
INFILL, PER GEOTECH 
REPORT

FORM THIS SIDE OF NEW FND 
WALL OR WIDEN WALL TO INFILL 
THE VOID (GRAVEL HATCH) -
CHOOSE THE MORE COST 
EFFECTIVE SOLUTION. WALL 
REINF. SHALL REMAIN AS 
SPECIFIED

PROVIDE TEMPORARY SHORING TO EX. PURPLE 
GYM ENTRANCE FOUNDATION WALL UNTIL THE 
NEW FOUNDATION WALL IS INSTALLED AND 
BACKFILL ON BOTH SIDES IS COMPLETED. IF THE 
NORTH SIDE OF THE WALL IS FORMED, EVENLY 
BACKFILL BOTH SIDES OF NEW WALL  IN ORDER TO 
AVOID UNEVEN EARTH PRESSURES ON THE NEW 
WALL

A

PLAN

SEE

P
LA

N

S
E

E

PLAN

SEE

THICKENED SLAB-ON-GRADE, TYP.1/2" CONT. COMPRESSIBLE FILLER, TYP.

T/ SLAB-ON-GRADE

EL: SEE PLAN

T/GYM FLOOR- SEE ARCH.

SEE ARCH, FOR EX. WALL

PLAN

SEE

PLAN

SEE

ARCH.

SEE

2#4 CONT.

#5@12", DRILL & EPOXY GROUT 
INTO EX. FTG. MIN 4" EMBED., 
TYP.

#4@12" CONT. W/ STD. 90 DEG. HOOK, E.F.

#4@12" E.F.

B/EX. FTG.

EL: SEE PLAN

T/EX. SLAB ON GRADE

EL: SEE PLAN

9"

9"

SEE PLAN

COMPACTED STONE INFILL 
PER GEOTECHNICAL 
REPORT

FTG DOWEL OF MATCHING SIZE AND 
SPACING TO VERT. BAR, DRILL & EPOXY 
GROUT INTO FTG WITH 4" EMBED.

FTG DOWEL OF MATCHING SIZE AND 
SPACING TO VERT. BAR WITH STD. 90 DEG 
HOOK

PROVIDE TEMPORARY SHORING TO EX. PURPLE 
GYM ENTRANCE FOUNDATION WALL UNTIL THE 
NEW FOUNDATION WALL IS INSTALLED AND 
BACKFILL ON BOTH SIDES IS COMPLETED. EVENLY 
BACKFILL BOTH SIDES OF NEW WALL  IN ORDER TO 
AVOID UNEVEN EARTH PRESSURES ON THE NEW 
WALL

Project Number:

Drawn By:

Sheet:

W
ig

h
t 
&

 C
o
. 
©

  
C

o
p
yr

ig
h
t 
2
0
1
8
 A

ll 
ri
g
h
ts

 r
e
s
e
rv

e
d
. 
N

o
 p

a
rt

 o
f 
th

e
s
e
 d

o
c
u
m

e
n
ts

 m
a
y
 b

e
 r

e
p
ro

d
u
c
e
d
, 
s
to

re
d
, 
o
r 

tr
a
n
s
m

itt
e
d
 in

 a
n
y 

fo
rm

 o
r 

b
y 

a
n
y 

m
e
a
n
s
, 
e
le

c
tr

o
n
ic

, 
m

e
c
h
a
n
ic

a
l, 

p
h
o
to

c
o
p
yi

n
g
, 
re

c
o
rd

in
g
 o

r 
o
th

e
rw

is
e
, 
w

ith
o
u
t 
th

e
 p

ri
o
r 

w
ri
tt
e
n
 c

o
n
s
e
n
t 
o
f 
W

ig
h
t 
&

C
o
.

. . . . . . . . . . . . . . . . . . . .

. . . . . . . . . . . . . . . . . . . .

Wight & Company
wightco.com

2500 North Frontage Road
Darien, IL 60561

P 630.969.7000
F 630.969.7979

NOT F
OR 

CONSTRUCTIO
N

C
:\
U

se
rs

\ik
u
lk

a
rn

i\D
o
cu

m
e

n
ts

\1
1

-5
2

7
4
-4

2
_

D
G

N
_
S

tr
u

c_
2

0
1
9

_
C

e
n

tr
a

l_
ik

u
lk

a
rn

i.
rv

t

5
/3

1
/2

0
1
9

 1
:4

3
:2

7
 P

M

MFP
IMPLEMENTATION -
NORTH

4436 MAIN STREET
DOWNERS GROVE, IL 60515

NON-TYPICAL SECTIONS
AND DETAILS

5274-42

I.K.

S3.5B

COMMUNITY HIGH SCHOOL
DISTRICT 99

SCALE:  3/4" = 1'-0"
9

ENLARGED PIER DETAIL

SCALE:  3/4" = 1'-0"
8

ENLARGED PIER DETAIL

SCALE:  3/4" = 1'-0"
4

ENLARGED PIER DETAIL

SCALE:  3/4" = 1'-0"
5

ENLARGED PIER DETAIL

SCALE:  3/4" = 1'-0"
7

ENLARGED PIER DETAIL

REV ISSUE DATE

ISSUED FOR 75% CD – PHASE B 05.10.2019

ISSUED FOR BID-BID GROUP 6 05.10.2019

A6.1 ISSUED FOR ADDENDUM A6.1 - BID
GROUP 6

05.31.2019

SCALE:  3/4" = 1'-0"
3

FOUNDATION DETAIL

SCALE:  3/4" = 1'-0"
1

FOUNDATION DETAIL

SCALE:  3/4" = 1'-0"
2

FOUNDATION DETAIL

SCALE:  3/4" = 1'-0"
6

FOUNDATION DETAIL



T/2ND FLOOR

EL: SEE PLAN

ANGLE KICKER ASSEMBLY TYP.

VERT. REINF.
#4@12" EXTEND BAR 6" PAST ADJACENT BEAM

CONT. GAP

PLATE W/ EXPANSION ANCHORS

CONT. BENT PLATE. ANCHORED TO 
CMU W/ ADHESIVE ANCHORS IN 
VERTICAL SLOTTED HOLES 
THROUGH BENT PLATE.

#4 CONT.

T/ SLAB

EL: SEE PLAN

B/ROOF DECK

EL: SEE PLAN

T/ SLAB

EL: SEE PLAN

T/STEEL

EL: VIF

B
O

TT
O

M
 O

F 
S

TE
E

L 
A

N
D

 T
/E

X
. R

O
O

FI
N

G
2"

 C
O

N
T.

 E
X

P
A

N
S

IO
N

 J
O

IN
T 

B
E

TW
E

E
N

 

T/EX. ROOFING

EL: (+)30'-7", VIF

W18, MOMENT CONNECTED 
TO COLUMN  PER TYPICAL 
DETAILS

HSS18x6 CONT. ALONG 
THE COLUMN LINE

CL

BEAM-TO-COLUMN 
MOMENT CONN PER 
TYPICAL DETAILS

MOMENT FRAME BEAM
- SEE PLAN

EXTERIOR ENVELOPE
(STUD BACKUP+ PANEL)
-SEE ARCH.

GYPSUM PARTITION
-SEE ARCH.

- SEE PLAN
CONT. EXPANSION JOINT

SLAB EDGE ANGLE

T/ EX. SLAB

EL: SEE PLAN, VIF.

T/2ND FLOOR

EL: SEE PLAN

NON-LOAD BEARING CMU PARTITION - SEE ARCH.

SLAB EDGE ANGLE

PLATE W/ EXPANSION ANCHORS

HSS TUBE

#4 CONT.

#4@12", EXTEND BAR 6" PAST ADJACENT BEAM

C
O

N
T.

 G
A

P

#$@24", DRILL & EPOXY GROUT W/ 3" MIN. EMBED.

CL COL.

B/ROOF DECK

EL: SEE PLAN

B/ROOF DECK

EL: SEE PLAN

CONT. STEEL BENT PLATE

WOOD BLOCKING IN DECK FLUTES

EXTERIOR VENEER 
SEE ARCH.

10

CFMF OR WOOD FRAMING WITH 
KICKERS DOWN TO THE EXISTING 
WOOD JOIST FRAMED ROOF.  STUDS 
AND KICKERS ARE SPACED AT 16" 
O.C.

MOMENT CONNECTION PER TYPICAL DETAILS

NO ROOF DECK 

BEAM TO GIRDER MOMENT CONNECTION

T/STEEL

EL: SEE PLAN

B/ROOF DECK

EL: SEE PLAN

EX. WOOD JOIST FRAMING W/ PLYWOOD ROOF

SEE PLAN FOR BEAM SIZES

ANGLE

#4 CONT.
#4@12", EXTEND 6" PAST THE FIRST INTERIOR BEAM

2

ANGLE KICKER ASSEMBLY TYP.

VERT. REINF. #4@12" EXTEND BAR 6" PAST ADJACENT BEAM

PLATE W/ EXPANSION ANCHORS

CONT. BENT PLATE. ANCHORED TO 
CMU W/ ADHESIVE ANCHORS IN 
VERTICAL SLOTTED HOLES 
THROUGH BENT PLATE.

T/ 2ND FLR

EL: SEE PLAN

L4x4x1/2
REFER MECH. FOR DUCT LOC.
MAX. SPACING=

CONT. GAP

A6.1

56.Z 12

T/ 2ND FLR

EL: SEE PLAN

T/ EX.SLAB

EL: SEE PLAN

EX. CONC. BEAM, 
SEE PLAN

SEE PLAN SEE PLAN
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CHSD99 DGN BG6 Bid Schedule Durations and Anticipated Dates

Activity Start Date End Date

Demo of Existing Building (previously bid) 7/15/19 7/30/19

Site Demolition 7/30/19 7/31/19

Excavation for Footings/ Foundations 8/2/19 8/23/19

Prep & Pour Concrete Foundations 8/9/19 9/6/19

Partial Backfill Concrete Foundations 9/9/19 9/13/19

Install Elevator A 4/1/20 4/22/20

BMP and Site Utilities and Site Concrete 5/1/20 6/22/20

Install Elevator B (Culinary) 7/15/20 8/5/20

Underground Plumbing 9/9/19 9/23/19

Erection  of Structural Steel 9/30/19 10/4/19

Masonry 10/7/19 11/8/19

SOG 11/4/19 11/7/19

Elevated Slabs 11/8/19 11/22/19


